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19-JAN—-2005

Plot Date:

N:\Projects\los_osos\Collect_Sys\PS\civ\B—C—201.dgn

File:

1481166

Job No:

| 20'
1
49'

TO R/W CENTERLINE

L

FD 1" IP W/
PLASTIC CAP
LS 5702

FD 17 IP W/
PLASTIC CAP

STANDBY POWER BUILDING
SEE SHEET BC—M-202
AND SHEET BC-S-202

426 LUPINE ST.

GAS (BY OTHERS)

FOR_CONTINUATION - SEE
SHEET B—PP-101

PROTECT Ex LUPINE ST
GUY ANCHOR- — - — - = -

GAS METER
(BY OTHERS)

N 2,314,680.28

E 5,712,361.55
WATER METER

PROTHCT EX
POWER POLE

PROPERTY LINE

STANDBY
POWER
BUILDING

SEE NOTE 7

WETWELL VENT
SEE SHEET BC—M-202

SH
PS

BC

RECORD BOUNDARY
PER 53/PM/18, REFERENC
AS R HEREON ‘

LIMITS OF ‘WETLAND ‘
PER MORRO GROUP FLAGGING
ON 10/15/2004 20"

PCOTG | SEE

EET BCfM-202
VALVE_VAULT

SEE SHE

—-M=-20:.

SUBMERSIBLE PUMP |STATION
SEE SHEET BC—-M-201

3 |
l \ PROTECT EX

F’OWFR POLE

20’

N 2,314,680.13
E 5,712,368.39

CONNECT GLE <
WATER SERVICE

TO EX W MAIN

I

FOR. CONTINUATION- SEE
SHEET B—-PP-167
I

DONNA AVE

AVE.

1744 DONNA

1750 DONNA AVE.

1756 DONNA AVE.

LUPINE PS SITE PLAN

NOTES:

-

LIDS AND VAULTS TO BE TRAFFIC RATED FOR H—20 LOADING

COORDINATE ELECTRICAL DUCTBANK DEPTH AND LOCATION BEFORE
INSTALLATION OF PROCESS PIPING. SEE SHEET B—E-201.

CONTRACTOR SHALL COORDINATE AND SCHEDULE GAS LINE CONNECTION
AND INSTALLATION WITH THE GAS COMPANY.

CONTRACTOR SHALL COORDINATE AND SCHEDULE ELECTRIC CONNECTION
AND INSTALLATION WITH PACIFIC GAS AND ELECTRIC.

LAYOUT OF STANDBY POWER BUILDING SHALL BE AS SHOWN ON DWG BC-S-202
B—A—-200, BC—M-203, AND BC—E—200. EXCEPT THAT ORIENTATION SHALL

BE OPPOSITE HAND ON LONGITUDINAL AXIS WITH DOORWAY AND ELECTRICAL
GEAR ON SOUTH WALL.

LAYOUT OF PUMP STATION SHALL BE AS SHOWN ON DWG BC—M-200 AS ALTERNATE
ARRANGEMENT. EXCEPT THAT ORIENTATION SHALL BE ON OPPOSITE HAND ON
LONGITUDINAL AXIS WITH PCOTG ON NORTH SIDE OF VALVE VAULT.

CONTRACTOR SHALL NOT CONDUCT CONSTRUCTION ACTIVITIES WITHIN 75 FEET
OF LIMITS OF WETLAND.

SCALE WARNING M RACKOW SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 |DEsinep M RACKOW | Ao Qoo 27162004 =
= SOHN_AY BERGEN— TCENSE NG DATE DAL TOLL FREE CIVIL
17=10" | IF THIS BAR DOES | DRAWN M_RACKOW ° - ’ 1-800-642-2444 LOS OSOS B—C—-201
COMMUNITY SERVICES DISTRICT
THEN DRAWING IS R BUI M&JM— ___C23802  2/16/2004 NEERE 100 Db Walnut Creek, LUPINE PS & STANDBY POWER SITE PLAN
REV [DATE| BY DESCRIPTION NOT TO SCALE | CHECKED STEVE J. HYLAND TICENSE NO. DATE | iicesrou SORYEE AGR OF WTHERN OLFOR California
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03-NOV-2004

Plot Date:

N:\Projects\los_osos\Collect_Sys\PS\civ\B—C—201A.dgn

File:

1481166

Job No:

Y 4

R/W

30’

/—R/W

307

TO R/W CENTERLINE

TO R/W_CENTERLINE

N 2,313,643.37
£°5,710,507.56

SUBMERSIBLE PUMP_STATION
SEE SHEET BC-M—200

WET WELL VENT
SEE SHEET BC-M-200

NOTES:

1.
2.

LIDS AND VAULTS TO BE TRAFFIC RATED FOR H-20 LOADING

COORDINATE ELECTRICAL DUCTBANK DEPTH AND LOCATION BEFORE
INSTALLATION OF PROCESS PIPING. SEE SHEET B—E-201A.

CONTRACTOR SHALL COORDINATE AND SCHEDULE GAS LINE CONNECTION
AND INSTALLATION WITH PACIFIC GAS AND ELECTRIC.

SEE SHEET B-C-204 FOR EROSION CONTROL NOTES.

15.76 FS — —
N 2,313,634.89
N 2,313,635.28 E 5,710,503.90
— = ) 15.64 RIM EL
" (E:TS' P1TO,468 30 R RT pATH
O | N 2,313,637.28 N 2,313,634.88 GOLF \
Z TE 5,710,455.30 E 571049465\ [ -
N 2,313,637.65 < N 2,313,637.28 15.45 FS o N
EEE'goﬁggisszs FOR a5 5’710’}53'81 ) N 2,313,626.93 |:
—PP— 13.38 +/= FS y ,313,626.
CONNECTION AT MATCH EX GRADE N 2.33.627 28 \ T 5.710.502.26 STRAW-WAHLE )
MH-LU=NO2 E 510 49k 65 PS VALVE VAULT
1543 F5 SHEET BC—M-200 TRENCH
—_— .\ N-2,313,630.89
N 2,313,635.28 ' N 2,313,627.28 > S 5655,519,5536.49
E 5,710,455.30 | '"E 5,710,489.65 .
'; g?:gfgfég 3 1 CTR PT N 2,313,625.27
) ’ : SAW CUT\ > ' N 2,313,622.28 %- EcgggoégéosgﬁEET
EX AC PAVMT '"E 5,710,489.65 !
| 15.30 F§ NS BC—M-200
REMOVE PORTION ‘OF 47 FM N 2,313,616.76 T
EX PP PROTECT EXIST 'CHAIN  LINK E 5,710,527.12
IN' PLACE N 2,313,622.28 | FENGE AND INSTALL N 2,313,598.66
E 5,710,468.30 15" DOPBLE GATE / £ 5,710,515.38
1451 FS l""ER DETAIL 'E) 16.31 FS |1
N 2,313,605.41 7 N 2,313,598.62
E 5,710,468.29 || N 2,313,600.39 £5,710,5622.57
N 2,313,593.55 14.80 'FS : E 5,710,490.72 16.35 FS
Eoﬁﬁggf‘tgmé& ‘N 2,313,605.41 /?% 15.33
1B _5,710,485.72 REMOVE AND REPLACE —_
10 EX W MAN 75 11920 FS 1 INTERFERING EX FENCE
N 2,313,600.41 16.00 _— PROTECT EX
N 2,313,592.41 :E 5,710,485.72 FS FEATURES (TYP) MAINTAIN 12’
E15,710,455.29 5 tCTR PT CLEARANGE FOR
N 2,313,590.41 [ S / ; s [oo TRAFFIC (TYP)
E 5710,453.78 [EZS
13.90 +/— FS z=49¢ RELOCATE EX WATER LINE
MATCH EX GRADE HOSE" VALVE S5 TO AVOID STANDBY POWER BUILDING
GAS (BY OTHERS) WALL MTD) i Bl
E g?:gﬁg;& WATER METER J N 2,313,598.68 I
ol helae N 2,313,593.30 GAS METER 16.00 E 5710,510.38
E 5,710,464.31 (BY" OTHERS) FS jo18 Fs S
N 2,313,592.41 EDGE OF
£ 5,710,468.29 X PRMT IR \ E 231380538
CTR PT BAVNT 16.16 FS
\ N 2,313,568.33
RW STANDBY POWER BUILDING Foxg %9182
HDR SEE SHEET BC—M—203 :
/ AND SHEET BC-S—202
EX SITE ACCESS N 2,313,568.44
E 5,710,490.57
15.85 FS
SOLANO PS EROSION CONTROL PLAN
SCALE: 17=20"
SOLANO PS SITE PLAN
SCALE: 17=10"
SCALE WARNING SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 |DEsioNED M_RACKOW ¢ QO 5 2/16/2004 ™ LOS OSOS
— 2 - UUOR. __C31069 _ 2/16/2004 DIAL TOLL FREE
AS SHOWN |".:IOTrH|aE2§ﬁREO1E§ DRAWN M RACKOW ~JOHN_AY BERGEN LICENSE NO. DATE 1-800-642-2444 COMMUNITY SERVICES DISTRICT CIVIL B_C_201 A
THEN DRAWING IS SN _ cp3892  2/16/2004 ALLEIST O DS Walnut Creek, SOLANO PS & STANDBY POWER SITE PLAN
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED STEVE J. HYLAND LICENSE NO. DATE | UNDERGROUND SERVICE ALERT OF NORTHERN CALFORNIA California
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14.1

IRRIGATION CONTROLLER
~~[LOCATION. PROVIDE 120Vac

THIS LOCATION

IRRIGATION LEGEND

CONTRACTOR SHALL
CONNECTION AND REPO

ARCHITECT. WHEREUPON,
DETERMINE IF A PUMP OR PRI R
REQUIRED FOR PROPER SYSTEM OPERATION. SYSTEM IS

DESIGNED TO OPERATE ON A MINIMUﬂ*QF\45 PSI.

a

SYSTEM.

2. IRRIGATION PLAN IS DIAGRAMATIC. FINAL LOCATION OF PIPING WILL BE DETERMINED
AT THE TIME OF INSTALLATION. MAINLINE AND LATERALS SHALL BE PLACED IN THE 12.
SAME TRENCH WHEN POSSIBLE. ALL Q.C. VALVES ARE TO BE LOCATED 12" FROM .
SIDEWALKS, CURBS, ASPHALT & CONCRETE SURFACES.

3. ALL EQUIPMENT REQUIRED BUT NOT SPECIFIED ON THE DRAWING, TO COMPLETE THE
WORK, SHALL BE PROVIDED BY THE IRRIGATION CONTRACTOR. 13,

4. INSTALL ALL EQUIPMENT IN ACCORDANCE WITH MANUFACTURER'S INSTRUCTIONS AND/OR
SPECIFICATIONS.

5. TRENCH BACKFILL MATERIAL SHALL BE FREE OF ROCKS, GLASS, AND OTHER
EXTRANEOUS MATERIALS. BACKFILL WILL BE COMPACTED TO 90% MAXIMUM DRY
DENSITY.

6. IRRIGATION DESIGN IS BASED ON A MINIMUM 45 PSI STATIC WATER PRESSURE BEFORE 14.
BACKFLOW DEVICE. IF WATER PRESSURE IS LESS, CONTRACTOR IS TO CALL THE
LANDSCAPE ARCHITECT BEFORE COMMENCING WITH THE WORK.

7. ALL VALVE CONTROL WIRE SHALL BE AWG 14 TYPE UF, 600 VOLT TEST, DIRECT BURIAL. 15.
8. CONTROLLER POWER WIRE SHALL BE 120 VOLT WIRE AND PLACED IN 3/4" CONDUIT. 16.

POWER TO BE FROM ELECTRICAL PANEL. 120 VOLT SERVICE AND HOOK-UP TO THE
CONTROLLER SHALL BE COMPLETED BY A LICENSED ELECTRICAL CONTRACTOR. THIS

SYMBOL MANUF. MODEL NO. DESCRIPTION NOZZLE RAD. G.P.M. P.S.I. REMARKS/ DETAIL
SPRAYS
L} RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15F 15' 37 30 SEE DETAIL H, SHEET BC-GL-200
e RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15TQ 15 2.78 30 SEE DETAIL H, SHEET BC-GL-200
[l RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15TT 15' 2.48 30 SEE DETAIL H, SHEET BC-GL-200
X RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15H 15' 1.85 30 SEE DETAIL H, SHEET BC-GL-200
[ = RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15T 15' 123 30 SEE DETAIL H, SHEET BC-GL-200
[ RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15Q 15' 92 30 SEE DETAIL H, SHEET BC-GL-200
[ & RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15 VAN 15' VARIES 30 SEE DETAIL H, SHEET BC-GL-200
[m] RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12F 12' 2.6 30 SEE DETAIL H, SHEET BC-GL-200
oe RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 127Q 12! 1.95 30 SEE DETAIL H, SHEET BC-GL-200
oT RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12TT 12' 174 30 SEE DETAIL H, SHEET BC-GL-200
x RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12H 12! 13 30 SEE DETAIL H, SHEET BC-GL-200
[m RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12T 12' 87 30 SEE DETAIL H, SHEET BC-GL-200
x RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12Q 12! 65 30 SEE DETAIL H, SHEET BC-GL-200
=S RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12 VAN 12! VARIES 30 SEE DETAIL H, SHEET BC-GL-200
[ 1] RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10F 10' 158 30 SEE DETAIL H, SHEET BC-GL-200
[ 13 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10H 10' 79 30 SEE DETAIL H, SHEET BC-GL-200
[ 123 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10T 10' 53 30 SEE DETAIL H, SHEET BC-GL-200
x RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10Q 10' 39 30 SEE DETAIL H, SHEET BC-GL-200
(19 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10 VAN 10' VARIES 30 SEE DETAIL H, SHEET BC-GL-200
] RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8F 8 1.05 30 SEE DETAIL H, SHEET BC-GL-200
2 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8H 8 52 30 SEE DETAIL H, SHEET BC-GL-200
\
RIFY PRESSURE AT POINT OF il
FINDINGS TO LANDSCAPE WATER ME}GtR, Aqho . \
DSCAPE| ARCHITECT SHALL SERMCE LINE, | \
URE REGULATOR MAY BE | SEE/ CIVIL /SHEETS \
TREES T / )
RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8T 8 35 30 SEE DETAIL H, SHEET BC-GL-200
RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8Q 8 26 30 SEE DETAIL H, SHEET BC-GL-200
RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8 VAN 8 VARIES 30 SEE DETAIL H, SHEET BC-GL-200
RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15-SST 4'%30' 121 30 SEE DETAIL H, SHEET BC-GL-200
RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15-EST 4'x15' 0.61 30 SEE DETAIL H, SHEET BC-GL-200
BUBBLERS
[ | RAINBIRD RWS-B-G TREE ROOT BUBBLER 1402 N/A 05 30 SEE DETAIL J, SHEET BC-GL-200
VALVES
") RAINBIRD PEB SERIES (INCLUDE PRS DIAL)| PRESSURE REGULATED R.C. VALVE SEE DETAIL D & E, SHEET BC-GL-200
O} RAINBIRD 44 LRC 1" QUICK COUPLING VALVE SEE DETAIL B, SHEET BC-GL-200
4 KBI BTU SERIES TRUE UNION BALL VALVE SEE DETAIL C, SHEET BC-GL-200
BACKFLOW DEVICE
»< | FEBCO | 825YA 1 1/4" BACKFLOW PREVENTOR SEE DETAIL A, SHEET BC-GL-200
MAIN LINE/ LATERALS & SLEEVES
— — — | SEESPECS SEE SPECS SCH. 40 PVC MAIN LINE. SEE PLAN FOR SIZING. SEE DETAIL G, SHEET BC-GL-200
— —_ | seEspecs SEE SPECS SCH 40 PVC SLEEVE TWO TINES THE SIZE THE PIPE DIANETER. SEE DETALL 6, SHEET BC-GL200
CONTROLLERS
[+ | RAINBIRD | ESP-12-RK-LS 12 STA. WALL MOUNT SATELLITE CONTROLLER SEE DETAIL K, SHEET BC-GL-200
IRRIGATION NOTES
1. SEE SPECIAL & STANDARD SPECIFICATIONS FOR INSTRUCTIONS, APPLICATION, 10. CONTRACTOR SHALL PULL THREE (3) EXTRA WIRES AT EACH BANK OF REMOTE
PROCEDURES AND OTHER INFORMATION ON THE INSTALLATION OF THE IRRIGATION CONTROL VALVES OR MANIFOLD .

CONTRACTOR SHALL PROVIDE #10 COMMON WIRE TO ALL REMOTE CONTROL
VALVES.

CONTRACTOR SHALL FAMILIARIZE HIMSELF WITH THE PLANS AND SITE CONDITIONS
PRIOR TO BEGINNING WORK. SHOULD CONFLICTING INFORMATION BE FOUND ON
THE PLANS, THE CONTRACTOR SHALL NOTIFY THE PROJECT LANDSCAPE
ARCHITECT BEFORE PROCEEDING WITH THE WORK IN QUESTION.

DO NOT WILLFULLY INSTALL THE IRRIGATION SYSTEM AS SHOWN ON THE

N IS OBVIOUS IN THE FIELD THAT OBSTRUCTIONS, GRADE
DIFFERENCES OR DIFFERENCES IN THE AREA DIMENSIONS EXIST THAT MIGHT NOT
HAVE BEEN CONSIDERED IN THE ENGINEERING. SUCH OBSTRUCTIONS OR
DIFFERENCES SHOULD BE BROUGHT TO THE ATTENTION OF THE LANDSCAPE
ARCHITECT. IN THE EVENT THIS NOTIFICATION IS NOT PERFORMED, THE
CONTRACTOR SHALL ASSUME FULL RESPONSIBILITY FOR ANY REVISIONS
NECESSARY AT NO EXPENSE TO THE OWNER.

CONTRACTOR SHALL COORDINATE POWER TO CONTROLLERS AND DEDICATE ONE
(1) 20 AMP BREAKER FOR EACH CONTROLLER. THE AUTHORIZED REPRESENTATIVE
SHALL REVIEW CONTROLLER LOCATIONS PRIOR TO INSTALLATION.

CONTRACTOR SHALL SLEEVE UNDER PAVING PER PLANS AND SPECIFICATIONS.
SPLICING OF 24 VOLT WIRES WILL NOT BE PERMITTED EXCEPT IN VALVE BOXES.

LEAVE A 24" COIL OF EXCESS WIRE AT EACH SPLICE. LABEL ALL WIRES W/
WATERPROOF MARKERS AT ALL SPLICES AND VALVE MANIFOLDS.

COST IS TO BE A PART OF THE LANDSCAPE CONTRACTOR'S BID.
17. CONTRACTOR SHALL BE RESPONSIBLE FOR THE INSTALLATION OF ALL MATERIAL
9. CONNECT ALL DIRECT BURIAL WIRES USING 3M'S "DBY-DIRECT BURIAL SPLICE KIT" APPEARING ON PLAN.
PAL I SAD ES HARVE ST WE LL north 18. ALL EXISTING UTILITIES, WATER LINES AND FIRE HYDRANTS SHALL REMAIN
CONNECTED AND IN FULL CONTINUOUS OPERATION DURING AND FOLLOWING ALL
SCALE: 1" =10 CONTRACT WORK EXCEPT AS SHOWN ON THIS SHEET.
SCALE WARNING T®/cD SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
o 1/2 1 |vesenen ) csiose 117472004 i LOS 0SOS LANDSCAPING
1"=10-0" | F ==='TH,S BAR DOES | prawn G- DUFOUR LICENSE NO.  DATE 1-800-642-2444 RRM DESIGN GROUP PALISADES HARVEST WELL B—L-202
NOT MEASURE 1" AT LEAST VO TS COMMUNITY SERVICES DISTRICT B e S IRRIGATION PLAN
THEN DRAWING IS TKETH Sou 3 Hulaod C23892  11/4/2004 BEFORE YOU DI Walnut Creek, | Thenamsss SEmms matos
REV |DATE| BY DESGRIPTION NOT TO SCALE | CHECKED 1 f TICENSE NO. DATE | ormoroonD SERvoE ALRT OF NORTHER! CALFORWA California
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IRRIGATION CONTROLLER
AT THIS LOCATION

LOCATION. PROVIDE 120Vac

A

17

6.7

IRRIGATION

LEGEND

SYMBOL MANUF. MODEL NO. DESCRIPTION NOZZLE RAD. G.P.M. P.S.. REMARKS/ DETAIL

SPRAYS
L RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15F 15' 37 30 SEE DETAIL H, SHEET BC-GL-200
X RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15H 15 1.85 30 SEE DETAIL H, SHEET BC-GL-200
[ 3 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15Q 15' 92 30 SEE DETAIL H, SHEET BC-GL-200
[ 3 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15 VAN 15 VARIES 30 SEE DETAIL H, SHEET BC-GL-200
[m] RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12F 12 26 30 SEE DETAIL H, SHEET BC-GL-200
[m RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12H 12 13 30 SEE DETAIL H, SHEET BC-GL-200
x RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12Q 12 65 30 SEE DETAIL H, SHEET BC-GL-200
=S RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 12 VAN 12! VARIES 30 SEE DETAIL H, SHEET BC-GL-200
[ 1] RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10F 10' 158 30 SEE DETAIL H, SHEET BC-GL-200
[ 13 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10H 10 79 30 SEE DETAIL H, SHEET BC-GL-200
[ 13 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10Q 10 39 30 SEE DETAIL H, SHEET BC-GL-200
L1 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 10 VAN 10 VARIES 30 SEE DETAIL H, SHEET BC-GL-200
] RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8F 8 1.05 30 SEE DETAIL H, SHEET BC-GL-200
(33 RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8H 8 52 30 SEE DETAIL H, SHEET BC-GL-200
x RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8Q 8 26 30 SEE DETAIL H, SHEET BC-GL-200
[og RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 8 VAN 8 VARIES 30 SEE DETAIL H, SHEET BC-GL-200
Tp RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15-SST 4'%30' 121 30 SEE DETAIL H, SHEET BC-GL-200
[m g RAINBIRD 1806-SAM 6" POP-UP SPRAY HEAD 15-EST 4'%15' 0.61 30 SEE DETAIL H, SHEET BC-GL-200

VALVES
") RAINBIRD PEB SERIES (INCLUDE PRS DIAL)| PRESSURE REGULATED R.C. VALVE SEE DETAIL D & E, SHEET BC-GL-200
(o), RAINBIRD 44 LRC 1" QUICK COUPLING VALVE SEE DETAIL B, SHEET BC-GL-200
d KBI BTU SERIES TRUE UNION BALL VALVE SEE DETAIL C, SHEET BC-GL-200

BACKFLOW DEVICE
>« FEBCO | 825YA 11/4" BACKFLOW PREVENTOR SEE DETAIL A, SHEET BC-GL-200

MAIN LINE/ LATERALS & SLEEVES

— — — | SEESPECS SEE SPECS SCH. 40 PVC MAIN LINE. SEE PLAN FOR SIZING. SEE DETAIL G, SHEET BC-GL-200
—_—_ | seEspecs SEE SPECS SCH 40 PVC SLEEVE TWO TINES THE SIZE THE PIPE DIANETER. SEE DETALL 6, SHEET BC-GL-200
CONTROLLERS
| RAINBIRD | ESP-12-RK-LS 12 STA. WALL MOUNT SATELLITE CONTROLLER SEE DETAIL K, SHEET BC-GL-200

IRRIGATION NOTES

1. SEE SPECIAL & STANDARD SPECIFICATIONS FOR INSTRUCTIONS, APPLICATION,
PROCEDURES AND OTHER INFORMATION ON THE INSTALLATION OF THE IRRIGATION
SYSTEM.

2. IRRIGATION PLAN IS DIAGRAMATIC. FINAL LOCATION OF PIPING WILL BE DETERMINED
AT THE TIME OF INSTALLATION. MAINLINE AND LATERALS SHALL BE PLACED IN THE
SAME TRENCH WHEN POSSIBLE. ALL Q.C. VALVES ARE TO BE LOCATED 12" FROM
SIDEWALKS, CURBS, ASPHALT & CONCRETE SURFACES.

3. ALL EQUIPMENT REQUIRED BUT NOT SPECIFIED ON THE DRAWING, TO COMPLETE THE
WORK, SHALL BE PROVIDED BY THE IRRIGATION CONTRACTOR.

4. INSTALL ALL EQUIPMENT IN ACCORDANCE WITH MANUFACTURER'S INSTRUCTIONS AND/OR
SPECIFICATIONS.

5. TRENCH BACKFILL MATERIAL SHALL BE FREE OF ROCKS, GLASS, AND OTHER
EXTRANEOUS MATERIALS. BACKFILL WILL BE COMPACTED TO 90% MAXIMUM DRY
DENSITY.

6. IRRIGATION DESIGN IS BASED ON A MINIMUM 45 PSI STATIC WATER PRESSURE BEFORE
BACKFLOW DEVICE. IF WATER PRESSURE IS LESS, CONTRACTOR IS TO CALL THE
LANDSCAPE ARCHITECT BEFORE COMMENCING WITH THE WORK.

7. ALL VALVE CONTROL WIRE SHALL BE AWG 14 TYPE UF, 600 VOLT TEST, DIRECT BURIAL.

8. CONTROLLER POWER WIRE SHALL BE 120 VOLT WIRE AND PLACED IN 3/4" CONDUIT.
POWER TO BE FROM ELECTRICAL PANEL. 120 VOLT SERVICE AND HOOK-UP TO THE
CONTROLLER SHALL BE COMPLETED BY A LICENSED ELECTRICAL CONTRACTOR. THIS
COST IS TO BE A PART OF THE LANDSCAPE CONTRACTOR'S BID.

9. CONNECT ALL DIRECT BURIAL WIRES USING 3M'S "DBY-DIRECT BURIAL SPLICE KIT"

SOLANO PUMP STATION

north

SCALE: 1"=10'

15.
16.

CONTRACTOR SHALL PULL THREE (3) EXTRA WIRES AT EACH BANK OF REMOTE
CONTROL VALVES OR MANIFOLD .

CONTRACTOR SHALL PROVIDE #10 COMMON WIRE TO ALL REMOTE CONTROL
VALVES.

CONTRACTOR SHALL FAMILIARIZE HIMSELF WITH THE PLANS AND SITE CONDITIONS
PRIOR TO BEGINNING WORK. SHOULD CONFLICTING INFORMATION BE FOUND ON
THE PLANS, THE CONTRACTOR SHALL NOTIFY THE PROJECT LANDSCAPE
ARCHITECT BEFORE PROCEEDING WITH THE WORK IN QUESTION.

DO NOT WILLFULLY INSTALL THE IRRIGATION SYSTEM AS SHOWN ON THE
DRAWINGS WHEN IT IS OBVIOUS IN THE FIELD THAT OBSTRUCTIONS, GRADE
DIFFERENCES OR DIFFERENCES IN THE AREA DIMENSIONS EXIST THAT MIGHT NOT
HAVE BEEN CONSIDERED IN THE ENGINEERING. SUCH OBSTRUCTIONS OR
DIFFERENCES SHOULD BE Bl HT TO THE ATTENTION OF THE LANDSCAPE
ARCHITECT. IN THE EVENT THIS NOTIFICATION IS NOT PERFORMED, THE
CONTRACTOR SHALL ASSUME FULL RESPONSIBILITY FOR ANY REVISIONS
NECESSARY AT NO EXPENSE TO THE OWNER.

CONTRACTOR SHALL COORDINATE POWER TO CONTROLLERS AND DEDICATE ONE
(1) 20 AMP BREAKER FOR EACH CONTROLLER. THE AUTHORIZED REPRESENTATIVE
SHALL REVIEW CONTROLLER LOCATIONS PRIOR TO INSTALLATION.

CONTRACTOR SHALL SLEEVE UNDER PAVING PER PLANS AND SPECIFICATIONS.

SPLICING OF 24 VOLT WIRES WILL NOT BE PERMITTED EXCEPT IN VALVE BOXES.
LEAVE A 24" COIL OF EXCESS WIRE AT EACH SPLICE. LABEL ALL WIRES W/
WATERPROOF MARKERS AT ALL SPLICES AND VALVE MANIFOLDS.

CONTRACTOR SHALL BE RESPONSIBLE FOR THE INSTALLATION OF ALL MATERIAL
APPEARING ON PLAN.

ALL EXISTING UTILITIES, WATER LINES AND FIRE HYDRANTS SHALL REMAIN
CONNECTED AND IN FULL CONTINUOUS OPERATION DURING AND FOLLOWING ALL
CONTRACT WORK EXCEPT AS SHOWN ON THIS SHEET.
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W\ PLANTING NOTES
\\ 1. PLANT LIST IS FOR CONVENIENCE OF CONTRACTOR ONLY. IN CASE
N ) OF DISCREPANCIES BETWEEN THE PLANS AND THE LIST, PLANS
\ N\ SHALL PREVAIL.
) N 2. PLANT LOCATIONS SHOWN ON THE PLANS ARE DIAGRAMATIC.
‘ B ¢ 3\ CONTRACTOR SHALL LOCATE ALL PLANT MATERIAL UNDER THE
= D DIRECTION OF THE CITY ENGINEER OR AUTHORIZED
. ¢ REPRESENTATIVE PRIOR TO PLANTING HOLE EXCAVATION.
(] y s p 3. THE CITY ENGINEER OR AUTHORIZED REPRESENTATIVE RESERVES
I NN N ‘ ) THE RIGHT TO MAKE SUBSTITUTIONS, ADDITIONS, AND DELETIONS
EXTTEBRARY \P\RDDLJCTlD\\ BN - | AN TO THE PLANTING LAYOUT AS WORK PROGRESSES.
\ N\ N G A 4
. Vo 4. ALL GROUNDCOVER SHALL BE TRIANGULARLY SPACED UNLESS
N c \ 3 N\ OTHERWISE NOTED.
\ ‘/\ O\
: ) 5. CONTRACTOR SHALL INSTALL A 3" LAYER OF ’STRINGY CEDAR
BARK' MULCH IN ALL PLANTING AREAS A MIN. 12" BEYOND
EXTENT OF ALL PLANTS
PALISADES HARVEST WELL ~SH
PLANT LEGEND e
SYMBOL BOTANICAL NAME COMMON NAME SIZE QUANTITY REMARKS SYMBOL BOTANICAL NAME COMMON NAME SIZE QUANTITY REMARKS
TREES SHRUBS
@ ARCTOSTAPHYLOS MORROENSIS PARK VIEW MANZANITA 5 GAL. 28 SEE DETAIL B, SHEET BC-GL-202
@ ARTEMESIA CALIFORNICA CALIFORNIA SAGEBRUSH 1 GAL. 25 SEE DETAIL B, SHEET BC-GL-202
CEANOTHUS CUNEATUS BUCKBRUSH 5 GAL. 15 SEE DETAIL B, SHEET BC-GL-202
QUERCUS AGRIFOLIA QUERCUS AGRIFOLIA 24"BOX 5 SEE DETAIL A, SHEET BC-GL-202
@ LUPINUS CHAMISSONIS COASTAL SILVER LUPINE 1 GAL. 17 SEE DETAIL B, SHEET BC-GL-202
SALVIA MELLIFERA BLACK SAGE 1 GAL. 13 SEE DETAIL B, SHEET BC-GL-202
GROUND COVER
_
/ BACCHARIS PILULARIS 'PIGEON POINT' DWARF COYOTE BUSH 1 GAL. 870 SF 6'0.C., SEE DETAIL C, SHEET BC-GL-202
%,
SCALE WARNING TK/BNO SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 |DESIGNED N c31069  11/4/2004 ) LOS OSOS LANDSCAPING
o100 | f ===TH|S e UCENSE NO. ~  DATE RRM DESIGN GROUP PALISADES HARVEST WELL B—L-205
NOT MEASURE 1" 5/ COMMUNITY SERVICES DISTRICT g g ang e PLANTING PLAN
THEN DRAWING IS TKETH Sou 3 Hulawd c23892  11/4/2004 Walnut Creek, | ThEmmEsEass e
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED I { LICENSE NO. DATE California
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PLANT LEGEND

SYMBOL BOTANICAL NAME COMMON NAME SIZE QUANTITY REMARKS

TREES
QUERCUS AGRIFOLIA QUERCUS AGRIFOLIA 24"BOX 7 SEE DETAIL A, SHEET BC-GL-202

SHRUBS
ARCTOSTAPHYLOS MORROENSIS PARK VIEW MANZANITA 5 GAL. 7 SEE DETAIL B, SHEET BC-GL-202
ARTEMESIA CALIFORNICA CALIFORNIA SAGEBRUSH 1 GAL. 5 SEE DETAIL B, SHEET BC-GL-202
CEANOTHUS CUNEATUS BUCKBRUSH 5 GAL. 3 SEE DETAIL B, SHEET BC-GL-202
HETEROMELES ARBUTIFOLIA TOYON 15 GAL. 3 SEE DETAIL B, SHEET BC-GL-202
LUPINUS CHAMISSONIS COASTAL SILVER LUPINE 1 GAL. 19 SEE DETAIL B, SHEET AD-GL-202
PENSTEMON SPECTIBILIS SHOWY PENSTEMON 1 GAL. 55 SEE DETAIL B, SHEET AD-GL-202
RHAMNUS CALIFORNICA CALIFORNIA COFFEEBERRY 15 GAL. 5 SEE DETAIL B, SHEET BC-GL-202
RIBES SPECIOSUM FUSCHIA-FLOWERED GOOSEBERRY 5 GAL. 5 SEE DETAIL B, SHEET AD-GL-202
ROSA CALIFORNICA CALIFORNIA WILD ROSE 1 GAL. 17 SEE DETAIL B, SHEET AD-GL-202
SALVIA MELLIFERA BLACK SAGE 1 GAL. 1" SEE DETAIL B, SHEET AD-GL-202
SALVIA LEUCOPHYLLA PURPLE SAGE 1 GAL. 18 SEE DETAIL B, SHEET AD-GL-202

GROUND COVER

b T T T

Lrurata ettt ————— ARTEMESIA CALIFORNICA 'CANYON GREY" TRAILING SAGEBRUSH 1 GAL. 25 4'0.C., SEE DETAIL C, SHEET AD-GL-202

I

ERIGONIUM PARVIFOLIUM CLIFF BUCKWHEAT 1 GAL. 173 24" 0.C., SEE DETAIL C, SHEET AD-GL-202
SALVIA MELLIFERA 'REPENS' CREEPING BLACK SAGE 1 GAL. 22 6'0.C., SEE DETAIL C, SHEET AD-GL-202

PLANTING NOTES

1. PLANT LIST IS FOR CONVENIENCE OF CONTRACTOR ONLY. IN CASE
OF DISCREPANCIES BETWEEN THE PLANS AND THE LIST, PLANS

SHALL PREVAIL.
2. PLANT LOCATIONS SHOWN ON THE PLANS ARE DIAGRAMATIC.

CONTRACTOR SHALL LOCATE ALL PLANT MATERIAL UNDER THE

DIRECTION OF THE CITY ENGINEER OR AUTHORIZED
REPRESENTATIVE PRIOR TO PLANTING HOLE EXCAVATION.

SOLANO PUMP STATION

3. THE CITY ENGINEER OR AUTHORIZED REPRESENTATIVE RESERVES
THE RIGHT TO MAKE SUBSTITUTIONS, ADDITIONS, AND DELETIONS
TO THE PLANTING LAYOUT AS WORK PROGRESSES.

4. ALL GROUNDCOVER SHALL BE TRIANGULARLY SPACED UNLESS
OTHERWISE NOTED.

5. CONTRACTOR SHALL INSTALL A 3" LAYER OF 'STRINGY CEDAR

BARK' MULCH IN ALL PLANTING AREAS A MIN. 12" BEYOND
EXTENT OF ALL PLANTS

north

SCALE: 1"=10'

N: \2004\1004525 — Los Osos Water Wast Redesign & Rebid \Plan\Product\CONDOCS\Pump Stations \planting \1004525PP_ps.dwg, B—L—205A, Jan 20, 2005 11:44am, BMOsborn
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03-NOV-2004

Plot Date:

\\uswck1s02\nwdd\\Projects\los_osos\Collect_Sys\PS\ele\B—E—201A.dgn

File:

1481166

Job No:

7 4

APROXIMATE LOCATION
OF PG&E POWER FEED

SEE
NOTE 1

SOLANO
WETWELL
SL-LE-1,
/_ SL=LSHH=1,

\

SEE NOTE 3>\C\b

SOLANO
STANDBY

POWER BLDG.

NOTES:

1. CONTRACTOR SHALL PROVIDE 4”C FROM PG&E PROVIDED
POLE MOUNTED XFMR TO THE MAIN SERVICE ENTRANCE.
PG&E SHALL PROVIDE CONDUCTOR PER PG&E SPECIFICATIONS.
CONTRACTOR MUST RECEIVE PG&E APPROVAL PRIOR
TO CONSTRUCTION

2. CONTROL DUCTBANK SHALL CONTAIN:
1°C; (6)#14, (6)#14 SP & (1)#12 GND

3. POWER/CONTROL DUCTBANK SHALL CONTAIN (2)[2°CO;

FEEDER SHALL BE PROVIDED BY F’UMP VENDOR
(16)#14 & (12)#14 SP] AND [1°C; (2)#10 & O GND]
SIGNAL DUCTBANK SHALL CONTAIN [1°CO; CABLE INSTALLED
BY MANUFACTURER]. CONTRACTOR SHALL MAINTAIN 12"
SEPARATION BETWEEN DUCTBANKS.

SL—MSH—1
SL—TSH—1 SLPSH_1
e SL—PSH-2
SL-YS-2
SOLANO
L VALVE VAULT
/
/
/QS\ SEE
y NOTE 2
/
/
/
/
\/
\SOLANO PS
ATS & MCC

04 NOV 2004

SCALE WAR}\IING A SORLEY SUBMITTED BY LOS OSOS WASTEWATER PROJECT SHEET
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NoT EASURE 17 e - i Walnut Creek, ELECTRICAL POWER, LIGHTING & GROUNDING
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File:

MAIN SERVICE ENTRANCE  AUTOMATIC TRANSFER SWITCH SOLANO MCC

1481166

Job No:
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1 1/2 " CONDUT PER | ' |
PG&E SPECS , |
' l ' SEE NOTE 3. X
| _——— LIGHTING & X
@ KWH l i e SURGE ARRESTOR | 480V, 3PH, 3W, 600 A BUS, 65KAIC (SYM) |
2 1 . r 3 r'y r 3 il
i - S . 11 12 13 14 l5 ls X
+ 60A
OUTDOOR W.P. . = | S0 S0 TR 408 ) 25A 20A l
METER SOCKETS - - MCP MCP P o o .
PER PG&E SPECS | -
N.C. N.O. | |
- 100AF © 100AF O .
POLE MOUNTED XFMR BY PG&E ' 100AT o} - ssT 90AT o) = ssT : I - I AR .
! LT, ST, GF LT, ST, GF | T T T B Y T T T o -
_ - / : "c; ()46
u \ | (#10 onD
| 3¢ ' SEE NOTE 1 | SEE g | RN
A | | A . : ' NOTE 4 SEE —— b ! 17C; (3)#10 &
\ BE o — (TYP) NOTE 4 ' (1Y #70" 6ND
2! S () |
Lt 1.1/2°C; (3)#2 & (1)#8 GND " | 120,/240V
o ' 70A ) 1PH, 3W
” | 2p |
o (27A) (278) ,
5 7 OO INE
£ r | L—_]
PG&E PRIMARY LINE PG&E SECONDARY LINE nE & x
55 > 5 Lox W
2°2R 2 2% zp=
<X O w<m QT2
rZON Qg X Zo [
SZON o Q = <uWp o Q
2268 37 =9 o EES odi3 &
Zuuw<s o oo =0= oo FO< (%]
40 0" 480VAC LOADS S
' ' | | FLA (PRESENT) FLA (FUTURE)
g . ITEM |KVA| HP |CONNECTED] DEMAND |CONNECTED| DEMAND 1. [sst
7z 2 SL_P-1 20 27 27 27 27 SOLID STATE TRIP DEVICE
SL P2 20 27 2 27 2
PC 15 31.25 | 21.875 | 31.25 | 21.875 LT — LONG TIME
— - 1SC 30 21 30 21 ST — SHORT TIME
A B GF — GROUND FAULT
1 TOTA 115.25 69.875 115.25 69.875
cT, EMAP
& PM
LoHTNNG 2| EMAP ELECTRONIC METERING ANALYZER AND
ARRESTOR 2 MONITORING PANEL
ATS
o 3[4 3| PM MICROPROCESSOR CONTROLLED THREE
_ ONLY PHASE MONITOR
3 PG&E = 51 6
< SERVICE & 4. SEE SHEET B—E—202A FOR CONDUIT AND WIRE SIZES
PULL
SECTION
AND LUGS
SPACE SPACE | space
e @ ' /
04 NOV_2004
SCALE WARNING A P. SORLEY SUBMITTED BY LOS OSOS WASTEWATER PROJECT SHEET
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DRAINAGE STRUCTURES AS NECESSARY TO
PREVENT OR CONTROL EROSION.

2. A STANDBY CREW FOR_EMERGENCY WORK SHALL GROWING PRIOR TO FINAL ACCEPTANCE (SEE 9. NO CUT OR FILL SLOPES SHALL BE STEEPER
BE AVAILABLE AT ALL TIMES DURING THE , >
§ﬁ'm %EEASA% LA\IBEIFEE%\SI\IS[I)ARSYTO%AJEFI_IIf%g . THE HYDROSEEDING SPECIFICATION). THAN 2’ HORIZONTAL TO 1’ VERTICAL.
CONVENIENT _LOCATIONS TO"_FACILITATE ALL PROTECTIVE DEVICES TO BE INSTALLED 10. ALL STRAW WATTLES TO BE INSTALLED
RAPID  CONSTRUCTION OF TEMPORARY™ DEVICES SHALL BE IN PLACE AT THE END OF EACH PARALLEL TO GRADING CONTOURS.
WHEN RAIN IS IMMINENT. WORK DAY WHEN THE FIVE—DAY RAIN
PROBABILITY EXCEEDS 40 PERCENT. 11. ALSO SEE SEC. 01570 STORM WATER
3. THE CONTRACTOR SHALL CONTROL TEMPORARY
EROSION CONTROL MEASURES_AS SHOWN ON POLLUTION PREVENTION PLAN.
THIS PLAN AND/OR ASDIRECTED BY, THE 6. AFTER A RAINSTORM, ALL SILT AND DEBRIS
SHALL BE REMOVED FROM CHECK BERMS AND
BEEN AFFECTED BY GRADING AND/OR SEDIMENTATION BASIN AND THE BASIN
TRENCHING “OPERATIONS. BUMPED DRY.
SCALE WARNING W RACKOW SUBMITTED BY LOS 0S0S WASTEWATER PROJECT SHEET
0 172 1 [DESIGNED—————— A A [ede ©31069 2/16/2004 AL TOLL FREE LOS OSOS
17=20" IEOTTHISE@EREOT‘ < | orawN M RACKOW “JOHN A BERGEN - LICENSE NO. DATE - 800-8A7- 2444 M W H CIVIL A—C—21 0
THEN DRAWING IS S HYLAND SN ___C23892  2/16/2004 NeEFoR 100 o COMMUNITY SERVICES DISTRICT Walnut Creek, EROSION CONTROL PLAN — 3
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED STEVE J. HYLAND LICENSE NO. DATE [ uOERGROUND SERVCE ALERT OF NORTHERN CALFORNA California




15:39

29-0CT—2004

Plot Date:

USPAS4SDESIGN\design\projects\los_osos\wwtf\civ\40—GC—01.dgn

File:

1481166

Job No:

LEGEND:
PLANT AREA
DESIGNATION

42
43
44
45

R IIILITIRDS

BRI
'o:o’o‘a’o:o:a?o:o’o’o’o:o‘a’
LR

ORI OEOR

(55555
L85
GBS
HLRIXLLLLKS
BRI
g
RIS
RS
SIS

~ ’

KRBT
Sotesetess’
5%

s
£
S
S
2%

o

58
s
5

s
%5
R

o

eSS

5%
K

0
&

BUILDING NAME
RESIDUALS BUILDING
TREATMENT BUILDING
OPERATIONS BUILDING
BIOFILTER
SWITCHGEAR
SEDIMENTATION BASIN
PERCOLATION BASIN
RETENTION BASIN
DOG PARK
PLAYGROUND
PUBLIC PARKING
AMPHITHEATER
RESTROOM
COMMUNITY \GARDENS

N 4

SCALE WAR}MNG ). JESSEY SUBMITTED BY LOS OSOS WASTEWATER PROJECT

0 1/2 1 |DEsioNepY YESSEY | A T 2L

G SR C31069 2/16/2004

. ). JESSEY BERGEN TICENSE NO. DATE DAL TOLL FREE LOS OSOS CIVIL 40-GC-01
17240 IF THIS BAR DOES | prawn __%: 1-B00-642-2444 GENERAL SITE PLAN

NOT MEASURE 1 AT LEAST WO DAYS COMMUNITY SERVICES DISTRICT

THEN DRAWING IS J. GANTNEY SEow aend  cossoz  2/16/2004 wiront 00 b Walnut Creek,

REV | DATE| BY DESCRIPTION NOT TO SCALE | CHECKED & “MU ™' | STEVE J. HYLAN LICENSE NO. DATE | ynneRoRouND SERVICE ALERT OF NORTHERN CALIFRN California




15:42

USPAS4SDESIGN\\design\projects\los_osos\wwtf\civ\41—-C—01.dgn Plot Date: 29—-0CT—2004

File:

1481166

Job No:

LEGEND:
PLANT AREA
NO ' DESIGNATION
42
43
44
45

SISICICIOIOIOICICICIC)

BUILDING NAME
RESIDUALS BUILDING
TREATMENT BUILDING
OPERATIONS BUILDING
BIOFILTER
SWITCHGEAR
SEDIMENTATION BASIN
PERCOLATION BASIN
RETENTION BASIN
DOG PARK
PLAYGROUND
PUBLIC PARKING

REV

DATE

BY

DESCRIPTION

SCALE

WARNING
o 1/2 1
e

IF THIS BAR DOES
NOT MEASURE 1"

THEN DRAWING IS
NOT TO SCALE

DESIGNED J: JESSEY

DRAWN 9+ JESSEY

CHECKED J- GANTNEY |

SUBMITTED BY
ﬁ Eci-:

0

STen T
suﬂ%;mz TEVIAN

C31069

LICENSE NO.

C23892

" LICENSE NO.

2/16/2004
DATE

2/16/2004]
DATE

DIAL TOLL FREE
1-800-642-2444
AT LEAST TWO DAYS
BEFORE YOU DIG

UNDERGROUND SERVICE ALERT OF NORTHERN CALIFORNIA

LOS OSOS

COMMUNITY SERVICES DISTRICT

MWH

Walnut Creek,
California

LOS OSOS WASTEWATER PROJECT

CIVIL
KEY PLAN




File:

1481166

Job No:

USPAS4SDESIGN\design\projects\los_osos\wwtf\civ\41-C—03.dgn

7 VR 3
) N A T
i ) \ R
1 v \\\ NOTE:
\ \ \ S
iy W N % ALL TREES AND THEIR'ROOT STRUCTURE SHALL BE REMOVED AND DISPOSED
g
VL 9e"ho U CMTATOR G, T Giehe e crseie, o T ST
" R \ !
W |y \-\ PERFORMED BY EDA. THE CONTRACTOR SHALL FIELD VERIFY THE QUANTITIES
\\\\\ \. \\ \ e
._r\\._..‘_._._._._._._._._._._._._._._._._._._._._._._._._._._._._._._._._._. _._,_.-.T.._.._.._.._.._.._.._.._\Y%7s\ \_ TREE DEMOLITION:
; AR \''6 TREES BETWEEN 84-INCHES ‘AND 61-INCHES
3 o A \7. TREES BETWEEN 60-INCHES. AND 41-INCHES -~
: a \\ \-\ 8 TREES BETWEEN40-INCHES-AND 30-INCHES
; MA RS 5\TREES BETWEEN 20-INCHES AND 11-INCHES
: S0 W 13 WREES (10-INCHES AND SMALLER -~
. \ \
: N §4
! BN
. *, A\
! N TREE' REMOVAL
1 \A
i
: i
s S i
R LIRS :
R | =
B RRKAIRRKS i
000020 S0 t0deteteteveSoe%e |
RIS :
3 |
UL 1
!
CRIX 0% !
X5 2‘§§§§§§0 © at*:':'totggg?. L SAWCUT AND_REMOVE EXIST
\ N RIS oot R RRIEELLIIL = S =1 CURB AND GUTTER-AND 1 OF
\ N IR SRS AR ‘\. AC_PVMT, SEE SHEET 41-C-05
KK SEX XX KX X XX 000 2000, SO0 00070 0 0 0 9 %y N 2
\, S RIHSIAS RIS SRR *"FOR "LIMITS OF "WORK
IR IR ADCK 000
\ A RIS K SRS PROTECT s
\ \ RIS RIS EXIST 20" PEPPERTREE %
. N BOKIRIREIRIKIKKK etelotototose¥ototelotode! N,
\, RS BRI REMOVE REMOVE BUSHES %
o \ \ 0:0:0:0:0:0‘0{0“ Doesesssesesstosototostelosorets EXIST 15! EUCALYPTUS~TREE AS NECESSARY A .
3 .0.0.0.0.0 (010 O 0 0 000 00 000009, \
X . SRR & SRR MoK
< S ‘:%::::::::::’0 A\ RRIREK .’:.00 RN
\ SRNEERED N @ % NNRR
-, S IRARIE N, T .
\ OGBS N\, PROTECT-EXIST > ) N
<« , SRR, \ NN 3
3 . RRRIREREL, VAULT X . B
S \ XS QU N
) \ PROTECT EXIST A R
8 . @\ FIRE HYDRANT . N
2 < x @ NN
B " \ PROTECT
g ¥ ) EXIST CURB
5 \ >\
: \ <
- \
X Zz
e \
Y >
\' |
v
b
1
\
1
\ PROTECT PROTECT EXIST PB
: EXIST WATERMAIN & ELEC VAULT
1
' X0 PROTECT EXIST
i ‘ 055 POWER POLE
. ! % 35
3 RS 55 ‘o
R NV U 11/ S \ S S 3
| RS SIS ! EXIST SIGNS TO BE
\ RIS EXISTCMP—CULVERT i RELOCATED SEE_SLOC
\ TO BES E%E%EXED, | IMPROVEMENT PLANS
\
e = Sl A e e o e e e e e IMPROVEMENT-PLANS =X~ ——~————— o o
e ‘1
| LOS~-0S0OS~VALLEY “ROAD
\
‘\
,,,,,, A 7
SCALE WAR}wING A SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 DESIGNED
C31069 2/16/2004]
L ——— > —TICENSE NO. DATE DIAL TOLL FREE LOS 0OSOS CIVIL 41-C-03
1"=50 IF THIS BAR DOES | prAWN 1-800-642-2444 DEMOLITION PLAN
NOT MEASURE 1 AT LEAST THO DAYS COMMUNITY SERVICES DISTRICT
THEN DRAWING IS NA M& __ C23892  2/16/2004 BEFORE YOU DIG Walnut _Creek,
REV [DATE| BY DESCRIPTION NOT TO SCALE CHECKED ™ | STEVE J. HYLAN LICENSE NO. DATE UNDERGROUND SERVICE ALERT OF NORTHERN CALIFCRNIA California




14:23

02—-NOV—2004

Plot Date:

Y Py S URIL, O |12 S g N Sy U SO ) NP '\;74 77777 by i
] COMMUNITY i % \;\ \
: “ PALISADES HARVEST /WEDL| FACILITY y \ g
! GARDENS <. (BY 'OTHERS). FOR DETALS SEE \ v \
i [ | LTI \ COLLECTION SYSTEMS. PROJECT, . N \
: i | ok AREA B, DWG B-C-203: \ 2 3
i N 2,312,478.75 N A N \
i ‘E 5,715,020.60 Ll \ : \\\\\ \
i I'N 2,312,480.10 o ' g W\ \
: \E 5,715,012.9|6 : i | \ \\ \
1 . H 3 \
[ N - G N Y S Ol \ “\
: ‘H| 7 b\ \\\\ \
! i \ \ N\
. 2 ~\\ .
o X \ \\\ \
i ‘I./ \ ™ \
- B \!
i _. I \.' \\\ \ N
i 1 \ \\ \
; 1 '\. \§ N
: N |
i ! N N N
. H \ \\ N
i DRAIN PIPE QUTLET \ Ny \
: PER CALTRANS STD i - N g
i DWG D944 \ \ N
: (TYP OF 2) i “\ R E
\ ‘.
1 AN N
\ \\ N
1 \ Xy :\
< DRAN_PIPE "QUTLET i N AN &S
=3 R CALTRANS STD \ AN
1 o ! E AN p
b REDWOOD i ) N N
HEADER ¥ \\ \
= 1 N
() . N N
. N
%. 1 N N \
1 : \ N\ .
Z- 1 . q N\,
Zi ! \, N N NOTES:
: 1 N N -
ai : N N . 1. SEE DWG 41-C-08 FOR HORIZONTAL CONTROL
2 i ", N \ OF "SCREEN WALLS, BIKE PATHS AND BASINS.
E: i . - N
Zi ! \, N\ N 2. SCREEN WALLS: SEE DWGS 41-C-28 THRU
8! ; N N — PROTECT 41-C-32 FOR ELEVATIONS. SEE DWG 41-C-33
i : . . \.EXISTING .
y: N N “RELEPHONE
Si N . POLE 3. SEE LANDSCAPE PLANS FOR ADDITIONAL SITE FEATURES
I: REINFORCED CONCRETE : \ k
= WALL PER APWA 616-1 JOIN EXIST SIDEWALK N JQIN EXIST SIDEWALK CURVE DATA TABLE (CONTD)
S i TYPE 7B Y \, ANDTEXIST CURB AND [NO [ R (FT) A THD [ LED
; E¢NAEII_C'?|':I"YF’ - N 2,312,204.95 % GUTTER NOT USED|
CONCRETE WER i N 2,312,232.87 Ene WAL o0\ N, N 2,312,208.80 “g ngg
\ AND OVERFLOW e @ E 5,715,142.45 PARKING N 2,312,205.02 / E 571533733 %) | 5.00 90° 00" 500 | 7.85
: 2152’;11512313;3 E| 5,715,300.01 SAWCEUT  ~, 2 | 5.00 90°0'0" 5.00 7.85
! ,715,139. PROTEET 3| 32.00 | 256°39'30" | 40.48 | 143.35
; EC, END’ WALL N 2,312,190.25 EXISTINGy 512000 1 76°3927" B8l 26.76

ELECTRIC
VAULT N‘

N

SAWCUT\AND REMOVE EXIST

CURB AND, GUTTER: CONSTRUCT

NEW " DRIVEWAY PER SLOC STD DWG B-8

N 2,312,165.34

‘ . N = E 5,715,340.62

3.312,20087 22 | TR v = 5 { . N N 2,312,144.4%
= - - 5, p N E 5,715,361.29 .,

W N 2,312,139.68
‘\\ E 5,715,378.95
N

PROTECT. [ '\,
/" EXISTING N
N\, TELEPHONE

N\, VAULT

i N 2,312,218.97 E5,715,297.40 X
Gttt E 5;745,184.92\— - \—-" femeim . ISP T Ty WA WA Y
CTR PT 5 T

N 2,312,221.48 N 2,312,214.05
E 5,715,091.97 E 5,715,134.05
EC BC

N ,2,312,26
E’5,714,984.5
N 2,312,259.32 TORM DRAN INLET PER

“E 5,715,013.99 7 sLoc W\

NN 2,312,228.58 \ v
£5,714,931.32  / \ .
N 2,312,229.58 / ! Vo

\E 5.714,920.03 - \ Lo

i , \ \
\ \

i o B \ \

1 1 \/

/ PERCOLATION a o

£DWOOD BASIN \\ NN
HEADER \ NN

PROTECT EXISTING
FIRE_HYDRANT\
PROTECT EXISTING
N CURB AND GUTTER
\

SIDEWALK PER SLOC
STD DWG B- 5 (IY’P) \

1R

L HCNQ/%REA \ .
EE LANDSCAPE\ARCHITECTURAL DWGS N,
FOR LAYOUT AND PLANTING _

N 2,312,153.66 <
g \;E,,5ﬂ15 134/"3 £, 5 715 206. 25\
N2,31 \1747 28 // JICTR )
E 5,715,15.77 ~4 '9/0,
PRC

N 2,312,189.97
5+ E_5,715,086.40
CTR PT

'
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ATIIAT'I;_CJI:II;INE CONTINUED ON SHEET 41-C-05
|

“ S | N '.\
I N ..
PICNIC AREA ..
SEE LANDSCAPE- ARCHITECTURAL DWGS -~~~ _ N N
FOR L,Lyf?u;f AND PLANTING -~ I N N
715;215/52 LT R '
CRPT_) 7Y S \.,\
PLANTING AREA N
S A "\.
,,,,, S \\\«\\\\ \\\ \ \
T “~ N\ "
. o \\\ A
\\\\\ \\ \
S < \
[ ™ SIDEWALK PER 'SLOC NN \
SO STD DWG B-5 (TYP) X - ~
S N N 2\ N
SRRREEE S N . IR \\\\ \
i . - A AN \\ AN .
S \\\ - \:\ \
! CURVE DATA TABLE (CONT'D) S Y iy \
; NO [ RGFD | A [T ¢D | LGED NN iy i
: @5 | 45.00 | 153°49'47/ | 193.60 | 120.82 \ N\ RN -
I S \\ \ A\ \
! . N v 0 .
i 3 PROTECT EXISTNG 3 \
: CURB AND GUTTER VI \
: PERCOLATION LY \
z \
: BASIN B \
i

TR

[(o]
@
(&)
-
5
—
Ll
L
I
7)) \\\
5 e A \\\\\
gi R U NI W St )
] . - A
o e S P 1
Z ) Tt e T W
= -
=z \>
[SH -
o: T
w! v
z -~/ L/~ N e A X :
l » " .
5- ////////////////////// PROTECT i 1
= 7 Alat = ) A R U IR E S b N e DS CE e bbby EXISTNG PB & | v :
S AL e A e ELECTRICAL { !
//////////// VAULT \ :
,,,,,,,, p “ \
ke |
PROTECT ; l N\,
. EXISITNG FIRE- HYDRANT ! | .~
i TELEPHONE <7 i e
: POLE p |
P L e = o L s e LD !
; PROTECT EXISTING- I
_SIGNAGE_(TYP FOR |
- AREA) REMOVE AND |
RELOCATE i
AS NECESSARY ‘
i
i
i
i é
i WHEELCHARR RAMP !
P T S S - e e —,—_— e _——— “PER-SLOC -STD - — - — —-———em Ao B
i NOTES: DWG B-7 H‘
e e e S A B N A 5 N A 5 N W A 4 U O O A o 0 T O O e e S — L
1. SEE DWG_41-C-08-FORHORIZONTA CONTROL i oo LOS- 0S50S VALLEY-ROAD————"————————————————————— e ————C -
: OF BIKE PATHS AND BASINS. i
i i
; |
! i
i ;
i i
r U |
SCALE WARNING SUBMITTED BY A LOS 0SOS WASTEWATER PROJECT SHEET
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m m m ™
> o o %\1
(> 1 B3
3 'é ) g N 2,3‘\2-4'00
v ©° o
N 2312-600 ) =} =}
@
@ /@ - /@ Ec /-@PT
~ Lo
RETENTION Pl
BASIN 7
/—@ v @ NOTES:
7 521l 1. SEE SHEET 41-C-08A FOR SCREEN WALLS, BIKE PATHS, AND PONDS
, ’ V2 00 HORIZONTAL CONTROL AND CURVE DATA WORKPOINT TABLES.
, RESIDUALS
, BLDG
™ !
o ;/ OPERATIONS e
z / BLDG BIOFILTER ,7(
s i \ ;
3 / N /@—@PT {P
, N > 0
! BIOFILTER Yy *70 \ 231220
N 2312400 i ! A2 2
\' BIOFILTER " d\/p
SWITCH
GEAR
TREATMENT BUILDING Gy
N 2,312,000
n 2,312,200
L-207.78
R-190.51 EC (4~ /—@
DOG PARK DOG PARK
BC 40—
PERCOLATION BASIN
SEDIMENTATION 20
\<52)PRC
BASIN
N6 Q4
PCC 2
B E (8.}
® EC/_@
~
tn
{opPT
PRC . IR o PRC N 231890
~9 ESTIE SR = T Sttt b
N 2,312:000 EC@) B . T e T————— A Y\_@ S
e R A \® ‘ o5 PT
@PT \ &
® LOS OSOS VALLEY ROAD
SCALE WARNING SUBMITTED BY " ALFIR LOS 0SOS WASTEWATER PROJECT
S 2 DESIGNED - ESSEY KA. Beoe 31069 2/16/2004 e
1"=40' | IF THIS BAR DOES | prawn Y- JESSEY BERGEN HCENSE NO.— DATE 8004248 LOS 0OSOS M W H HORIZONTAL CONTROL
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REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED - 77 7= | STEVE J. HYLAN LICENSE NO. DATE | UNDERGROUND SERVICE ALERT OF NORTHERN CALIFORNA California




14:26

02—-NOV—2004

Plot Date:

USPAS4SDESIGN\ design\projects\los_osos\wwif\civ\41—C—08A.dgn

File:

1481166

Job No:

COORDINATE TABLE COORDINATE TABLE COORDINATE TABLE CURVE DATA
NO.| NORTHING EASTING NO.| NORTHING EASTING NO.| NORTHING EASTING NO R A T t
[©) 90.00 59° 51'24" 51.81 94.02

(1) [N 2,312,457.95 | E 5,714,61.45 D [N 2.312,070.68 | E 5,714,807.03 N 2,31,992.06 E 5,714,574.06 @ | we.00 prv— 210 4383
(2) [N 2,312,465.76 | E 5,714,662.70 62 [N 2,312,046.84 | E 5714,717.42 ©2 [N 2,31,931.37 E 5,714,687.61 ® 0,00 pypRE—— 2533 2463
(3) [N 2,312,463.89 | E 5,714,673.32 63 [N 2,312,028.63 | E 5,714,698.77 ©3 [N 2,31,93147 E 5,714,819.78 @ | ®ooo 52° 3932 109.57 196.85
(®) [N 2,312,450.86 | E 5714,747.18 N 2,31,989.41 E 5.714,734.52 @9 [N 2.31.900.26 | E 5714,952.10 ® | wzs0 63° 624" 62.94 12.90
(5) [N 2,312,446.12 | E 5,714,774.07 &5 [N 2,311.991.60 E 5,714,755.73 €9 N 2.31,890.52 E 5,715,000.40 ® 26.50 96° 37'27" 29.76 44.69
@ N 2,312,417.75 E 5,714,850.41 N 2,31,987.75 E 5,714,803.B3 N 2,311,871.26 E 5,715,227.74 @ 266.00 20° 40'6" 48.50 95.95
(@) [N 2,312,432.43 | E 5,714,842.43 &7 [N 2,31,978.91 E 5.714,836.77 €7 N 2,31,808.51 E 5,715,386.12 23.02 69° 3124" 15.98 27.93
N 2,312,378.26 | E 5,714,901.30 N 2,312,009.05 | E 5,714,882.31 N 2,312,107.01 E 5,715,056.65 ® 33.00 107° 3'0" 44.64 61.66
@ N 2,312,382.65 E 5,714,890.50 N 2,312,015.70 E 5,714,856.72 N 2,312,168.13 E 5,715,004.84 133.00 20° 54'22" 24.54 48.53
N 2,312,217.87 E 5,714,876.71 N 2,312,487.26 E 5,714,821.02 @ N 2,312,113.58 E 5,714,862.44 @ 36.44 107° 25'23" 49.63 68.33
{0 [N 2,312,230.9 | E 5,714,877.15 N 2,312,527.78 | E 5,714,670.82 Gip |N 2.312,203.78 | E 5,714,987.59 @ | 1000 937 22'51" 10.61 16.30
2) [N 2,312,202.78 | E 5,714,777.81 ® [N 231254242 | E 5,714,588.00 @ [N 2.312,180.97 | E 5,715,086.40 @ | 20000 34° 4516" 62.59 121.52
) [N 2,312,207.51 E 5,714,750.98 N 2,312,561.55 E 5,714,479.77 &9 [N 2,312,251.00 E 5,715,026.87 306.00 s 318 62.14
Q8 [N 2,312,204.55 | E 5,714,750.46 N 2,312,572.45 | E 5,714,460.47 49 [N 2.312,308.72 | E 5715,073.16 @® | 4400 1674627 13918 276.37
{5y [N 2,312,223.68 | E 5714,641.96 N 2,312,563.69 | E 5,714,448.85 &9 [N 2,312,372.27 | E 5715,063.19 1280.00 7:56214"" 5880 177.32
N 2,312,224.38 | E 5,714,638.02 N 2,312,446.45 | E 5714,471.80 &6 |N 2.312,40155 | E 5,715,058.59 iz::zg 1210:':;? z:::: 1:::::
@7y [N 2,312,22556 | E 5,714,631.29 &7 [N 2,312,186.65 E 5,714,907.11 4 [N 2,312,410.56 E 5,715,030.36 218.50 prvpm—— 30181 +12.60
N 2,312,228.52 | E 5,714,631.82 N 2,312,209.80 | E 5,714,918.90 @ [N 2,312,419.27 E 5,715,003.07 @) | 19250 29+ 40'24" 228.09 334.88
N 2,312,231.34 | E 5,714,615.85 N 2,312,143.51 E 5,714,799.77 N 2,312,447.35 | E 5,715,008.72 @ | 79250 pop— 78.6 155.82
@ N 2,312,223.24 E 5,714,582.88 @ N 2,312,154.86 E 5,714,780.45 @ N 2,312,465.91 E 5,715,004.81 @ 82.50 104° 38'36" 106.83 150.68
@ [N 2,312,230.48 | E 5,714,578.04 @ [N 2,312,132.63 E 5,714,771.57 42) [N 2,312,460.82 | E 5,715,001 @) | w16.00 47° 338" 64.33 12118
&2 |N 2,312,305.73 | E 5,714,5%.09 @2 |N 2,312,161.20 E 5,714,772.28 @2 |N 2.312,472.44 | E 5,714,996.48 @) 48.00 63°22'47" 29.63 53.10
@3 [N 2,312,341.41 E 5,714,560.75 @3 [N 2,31,803.11 E 5,715,416.83 @3 [N 2,312,477.10 E 5,714,989.98 @3 32.00 B3° 40'28" 28.65 46.73
&® [N 2,312,241.62 E 5,714,543.55 @% [N 2,31,806.00 E 5,715,368.64 @9 [N 2,312,455.60 | E 5714,904.66 @ 61.49 67°54'53" .41 72.89
@ N 2,312,184.31 E 5,714,599.80 @ N 2,311,820.00 E 5,715,357.14 @ N 2,312,514.93 E 5,714,747.92 @ 24.00 46°31'41" 10.32 19.49
@8 N 2,312,152.55 | E 5714,630.31 @8 N 2,31,882.99 | +E 5,715,089.06 @9 N 2.312,286.93 | E 5,714,964.18 @9 | es0 18°5719" 10 22.00
@7 [N 2,312,135.32 E 5,714,725.33 &G [N 2,311,885.66 E 5,715,061.14 @) [N 2.312.200.10 E 5,715,048.97 @ 56.49 62°14'50" 341 61.37
N 2,312,156.28 | E 5,714,766.30 N 2,311,910.11 E 5,714,913.97 @3 [N 2.312,101.72 E 5,715,048.48 92.50 s5r 15'?5"" 44.42 82.83
N 2,312,165.35 E 5,714,779.03 N 2,311,831.40 E 5,714,723.19 29 [N 2,312,183.36 E 5,715,049.99 % Z:Zg ::: iz.i‘;.. :izs 1:_5;02
N 2,312,181.77 E 5,714,805.10 N 2,311,922.56 E 5,714,705.94 0 [N 2.312,154.90 E 5,715,008.45 ® 107.62 80° 218" 90.87 150.93
@D [N 2,312,177.90 E 5,714,583.71 N 2,311,937.53 E 5,714,652.56 43) [N 2,312,128.86 E 5,715,103.72 71.00 13° 381241 8.49 16.90
62 [N 2.312,43.26 E 5.714,778.29 - - 2 [N 2,312,175.30 E 5,715,120.36 ® .00 76° 3927 .86 20.07
@3 [N 2,312,155.61 E 5,714,848.59 - - Gy [N 2.312,137.76 E 5,715,147.83 25.00 59°52'23" 14.40 26.12
N 2,312,193.49 E 5,714,892.46 - - @ N 2,312,169.35 E 5,715,134.13 @ 10.00 B4° 37'23" 8.32 11.28
@9 [N 2,312,095.28 E 5,714,759.94 - - €5 [N 2.312,184.12 E 5,715,136.75 @9 34.18 17° 48'57" 5.36 10.63
N 2,312,119.79 E 5,714,848.29 - - @ N 2,312,126.28 E 5,715,191.34
@ [N 2,312,401.77 E 5,714,557.69 - - &9 |N 2,312,144.01 E 5,715,208.90
N 2,312,361.77 E 5,714,547.93 - - 438 [N 2,31215191 E 5,715,216.10
N 2,311,931.00 E 5,715,365.13 N 2,312,259.32 E 5,715,013.99 §39 [N 2,312,169.54 E 5,715,219.21 NOTES:
N 29196847 | E 5.715,353.09 N 2.312,26441 | E 5.715.04.89 {9 |\ 23121990 £ 5,715.:215.52 1. SEE SHEET 41-C-08 FOR SCREENWALLS, BIKEPATHS AND PONDS HORIZONTAL
N 2,312,028.86 | E 5,715,286.62 N 2,312,260.14 E 5,714,983.68 N 2,312,144.43 | E 5,715,361.29 CONTROL WORKPOINTS.
@2 N 2,312,051.33 E 5,715,183.86 @2 N 2,312,270.24 | E 5,714,985.46 @) |N 2,312,268.48 | E 5,715,033.00
N 2,312,211.56 E 5,715,000.55 N 2,312,275.30 | E 5,714,960.44

N 2,312,218.88 E 5,714,983.17 N 2,312,226.57 | E 5,714,935.89

N 2,312,090.48 | E 5,714,936.52 N 2,312,276.82 | E 5,714,950.55

N 2,312,035.10 E 5,714,947.65 N 2,312,265.95 | E 5,714,963.98

N 2,311,968.97 E 5,715,032.1 N 2,312,268.66 | E 5,715,015.64

N 2,312,070.87 | E 5,714,844.91 N 2,312,273.87 | E 5,714,986.10

N 2,312,087.13 E 5,714,865.12 N 2,312,067.49 | E 5,714,574.16

N 2,312,093.66 | E 5,714,830.81 N 2,312,060.89 | E 5,714,561.29

SCALE . WAT}«IZNG N SUB'DBY - o areraoed RI LOS 0SOS WASTEWATER PROJECT
= o) =X\
o | e[ Re T (g s ) 200.,0000 | () MIWH o R Mk SN
Rev [ATE| BY DESCRIPTION TNoT 20 SoaLe | oeckep & GANINEY | s S TCERSE K5~ OATE st s s v s NN o
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SCAE R J. JESSEY SUBMITTED BY JALFR LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 |DESIGNED: g Pt A1
& - BT C31069 2/16/2004

. = ). JESSEY TOHN AS BERGEN TICENSE NO. DATE DIAL TOLL FREE LOS 0OSOS CIvViL 41-C—10
1"=20 IF THIS BAR DOES | prawn __*- 1-800-642-2444 DRAINAGE AND GRADING
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THEN DRAWING IS J. GANTNEY S . C23892 2/16/2004] BEFORE YOU DIG Walnut Creek, P N —_— 2
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.. MATCHLINE CONTINUED. ON_SHEET_ 41-C-11

POND EL=87.00

MATCHLINE CONTINUED ON SHEET 41-C-10

102
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SCALE WAR}\IING 1. JESSEY SUBMITTED BY iA LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 DESIGNED & *=22=" | A [ Wi
G - K57 ___C31069 __ 2/16/2004
- ). JESSEY FOHN A BERGEN. ——— TICENSE NG, DATE DIAL TOLL FREE LOS 0OSOS CIVIL 41—C—12
1"=20 IF THIS BAR DOES | pRAWN . 1-800-642-2444 DRAINAGE AND GRADING
NOT MEASURE 1 AT LEAST THO DAYS COMMUNITY SERVICES DISTRICT
THEN DRAWING IS J. GANTNEY SGenn I, N_T,:KM C23892 2/16/2004] BEFORE YOU DIG Walnut _Creek, PLAN —_— 4
REV | DATE| BY DESCRIPTION NOT TO SCALE | CHECKED & 2" "= | STEVE J. HYLAN LICENSE NO. DATE | y\DERGROUND SERVICE ALERT OF NORTHERN CALIFORNA California
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CATCH(C .o} N 2,312,488.93

BASIN E 5,715,036.03 1 . v

_——— JTNIVZSR T & {NOSRGRE. N : - - 3 \
i ¢ - REFER TO SHEET -B-PP-175 Y \\\ \
: i N FOR SEWER PLAN -AND PROFILE \ N \

i} \ | /

: i \ \ \ \
- ~ \ \
i : ! \ \ Y
i : ! K . k!
: 1 i . \ \
! i : \ \ N\
i 2y : S~—PALISADES HARVEST WELL FACLITY \ \ \
E 2312 44309 i v (BY OTHERS). FOR DETALS SEE 3 \ \
i ,312,443. . : " COLLECTION SYSTEMS PROJECT, 4 \ \
:"E 5,714,971.39 N 1 B AREAB, DWG B-C-203. ; ~ '-
iy 810 ~. : RS \ \ \
i ~. \ Y \

-
—~
=
7

L e e O D N 2,312,430.38 CATCH . ‘ .
i : E 5,715,081.84 BASIN \ \ \
: i INV 82.3' \ \ N\
! . .\ \\\ .\
! \ \ \
*END SECTION PER CALTRANS \
!STD PLAN D94A TYPE B W/ \ : AN
jCONC COLLAR ! . AN \
i 12", SDR_CMP]! N\ 5 N
: N 2,312,385.76 i \ ¥y N
! E _5,714,971.92 i N\ . 3
i STA 0+00.00 -, AN N\,
Y E 5,715,018.50 ! . N %,
o INV '81.0 i t 5 \
Ll \ N .
+: 1 - N N
l—! \'. \\ N
;' I \'.\ X .\.
oy L{6" ss 27 “ N s\
z: 4" SDR (22 1 . < ..
ol SEE DWG _41-C-22 AN ¢ N
S FOR PROF 8 ! - N “
2 \ N ‘.
2: \ N
,:! N\, \ .
: \ N N\,
Bi \, “
o: \ A .
1 \ N \
§: N\, N ’.\
%' \, \ KN
9j \ N .
L ’.\ A \ .
= AN S 3
i " \ \,
N\ \ N
N S N
\ N, -
MANHOLE PER LOCSD N\ \ A
STD DETAL S-1- TYP N N N
R N -
'.\ \\ \..
.................................................................................................................... = ) N
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01-NOV—-2004

Plot Date:

USPAS4SDESIGN\ design\projects\los_osos\wwif\civ\41—-C—17.dgn

File:

1481166

Job No:

PIPING COORDINATE TABLE PIPING COORDINATE TABLE (CONTINUED) PIPING COORDINATE TABLE (CONTINUED)
NO. PIPE NORTHING EASTING STATION/FITTINGS INVERT NO. PIPE NORTHING EASTING STATION/FITTINGS INVERT NO. PIPE NORTHING EASTING STATION/FITTINGS INVERT
@ 15" SS (27) 2,312,409.38 | 5,714,636.93 2+77.39 SEE PROF 5 @ 10" PW (1D 2,312,395.58 | 5,714,548.58 VERT 90° 69.50 @ 4" UW (16) 2,312,307.83 | 5,714,660.02 66.00
8" SS (27) - - SEE PROF 5 @ 6" WAS (32) | 2,312,255.68 5,714,636.61 69.00 @ 2" UwW (16) 2,312,311.90 5,714,760.75 4'"x4"x2" TEE 66.05
@ 15" SS (27) 2,312,355.03 | 5,714,559.31 3+72.14 SEE PROF 5 QP | 6" WAS (32) | 2,312,256.20 | 5,714,633.65 90° 69.00 @ 2" UW (16) 2,312,311.20 5,714,764.69 VERT 45° 70.00
@ 15" SS (27) 2,312,369.94 | 5,714,474.73 4+58.03 SEE PROF S Q0 | 6" WAS (32) 2,312,321.98 | 5,714,645.25 45° 69.00 @ 2" Uw (18) 2,312,308.42 | 5,714,780.45 70.00
@ 15" SS (27) 2,312,365.71 | 5,714,466.26 4+67.50 SEE PROF S <6_—1> 6" WAS (32) | 2,312,378.96 | 5,714,726.63 45° 69.00 @ 2" UW (16) 2,312,400.92 | 5,714,644.57 4'"x4"x2" TEE 68.58
@ 4" SS (27) 2,312,386.32 | 5,714,603.99 3+17.60 SEE PROF 5 @ 6" WAS (32) | 2,312,401.98 | 5,714,730.69 69.00 @ 2" UwW (16) 2,312,376.54 | 5,714,483.40 BC 68.25
@ 4" SS (27) 2,312,402.43 | 5,714,592.71 68.30 @ 2" SW (14 2,312,307.97 | 5,714,659.20 70.00 @ 2" Uw @18 2,312,497.56 | 5,714,582.17 2" CROSS, BF 68.25
@ 24" SDR (22) | 2,312,495.74 | 5,714,512.28 0+00.00 SEE PROF 1 @ 2" SW (14) 2,312,344.84 | 5,714,665.70 45° 70.00 @ 6" SUC (16) 2,312,530.68 | 5,714,566.71 69.00
24" SDR (22) | 2,312,481.43 | 5,714,524.81 0+19.02 SEE PROF 1 @ 2" SW (14) 2,312,369.04 | 5,714,700.26 45° 69.00 @ 6" SUC (16) | 2,312,454.95 | 5,714,761.45 78.75° 72.15
@ 24" SDR (22) | 2,312,382.25 | 5,714,533.58 1+18.95 SEE PROF 1 @ 2" SW (14) 2,312,406.20 | 5,714,706.81 69.00 @ 6" SU (29) 2,312,442.64 | 5,714,759.28 6" TEE 72.33
8" SUC (16) - - 68.00 @ 15" PD (27) 2,312,406.25 | 5,714,654.65 64.00 @ 6" SU (29) 2,312,440.40 | 5,714,771.99 EC 72.37
24" SDR (22) | 2,312,361.47 | 5,714,655.26 2+42.39 SEE PROF 1 8" PD (32) - - 59.00 @ 6" SU (29) 2,312,377.21 | 5,714,877.74 BCR 72.78
18" OF (33) - - 0+00.00 SEE PROF 3 @ 15" PD (27) 2,312,384.92 | 5,714,775.66 64.60 (OUTLET) @ 6" SU (29) 2,312,213.56 | 5,714,779.97 BC 73.56
18" OF (33) - - 0+00.00 SEE PROF 2 12" PD (27) - - 64.85 (INLET) @ 6" SU (29) 2,312,217.47 | 5,714,757.81 co 73.64
@ 18" OF (33) 2,312,352.58 | 5,714,653.69 0+08.36 SEE PROF 3 @ 12" PD (27) 2,312,307.12 5,714,761.94 64.25 (OUTLET) @ 6" SU (29) 2,312,444.09 | 5,714,751.06 co 72.36
@ 18" OF (33) 2,312,346.50 | 5,714,657.95 0+15.78 SEE PROF 3 8" PD (27) - - 64.58 (INLET) @ 4" SUC (16) 2,312,328.38 | 5,714,524.08 30° 70.59
@ 18" OF (33) 2,312,309.35 | 5,714,651.40 0+53.51 SEE PROF 3 @ 8" PD (27) 2,312,323.74 | 5,714,667.65 8'"x6" LAT, CO 66.08 @ 4" SUC/SU 2,312,294.63 | 5,714,5636.37 | MATERIAL CHANGE 72.33
18" OF (33) 2,312,359.35 | 5,714,667.26 0+12.19 SEE PROF 2 6" PD (12) - - - 66.17 @ 4" SU (29) 2,312,287.94 | 5,714,538.81 BC 72.36
@ 18" OF (33) 2,312,314.19 5,714,698.88 0+67.31 SEE PROF 2 @ 4" PD (12) 2,312,400.96 | 5,714,684.65 15"x4" LAT 64.59 @ 4" SU (29 2,312,243.09 | 5,714,592.25 EC 72.62
18" OF (33) 2,312,301.37 | 5,714,696.62 0+80.33 SEE PROF 2 @ 4" PD (12) 2,312,409.83 | 5,714,686.21 67.00 @ 4" SU (29) 2,312,236.75 | 5,714,628.19 co 72.75
1 24" PI(33) 2,312,407.21 5,714,701.06 0+00.00 SEE PROF 4 @ 8" PD (12) 2,312,398.81 5,714,696.87 15"x8' LAT 64:48 @ 14" PI(33) 2,312,215.63 5,714,752.41 60.42
18 24" PI(33) 2,312,338.77 | 5,714,689.00 0+69.49 SEE PROF 4 @ 8" PD (12) 2,312,407.67 | 5,714,698.44 67.00 @ 14" PI(33) 2,312,212.16 5,714,772.11 BF 60.42
19 24" PI(33) 2,312,315.60 | 5,714,705.22 0+97.78 SEE PROF 4 5 8" PD (12) 2,312,396.38 5,714,710.66 15"x8" LAT 64.56 @ 18" RAS (33) 2,312,211.45 5,714,751.67 60.25
C} 24" PI(33) 2,312,300.33 | 5,714,702.53 1+13.28 SEE PROF 4 6 8" PD (12) 2,312,405.24 | 5,714,712.22 67.00 @ 18" RAS (33) | 2,312,207.97 | 5,714,771.37 BF 60.25
2 10" PW (1D 2,312,574.45 | 5,714,641.66 BF 68.00 7 4" PD (12) 2,312,395.68 | 5,714,714.60 15"x4" LAT 64.74 @ 8" SDR (22) | 2,312,206.52 | 5,714,750.80 90.00
y. 10" PW (11) 2,312,519.52 5,714,631.97 BC 69.00 8 4" PD (12) 2,312,404.55 5,714,716.16 67.00 @ 8" SDR (22) 2,312,182.32 | 5,714,888.07 SEE PROF 8
@ 10" PW (1D 2,312,426.07 | 5,714,488.44 EC 69.00 9 4" PD (27) 2,312,380.48 | 5,714,774.88 12"x4" LAT 65.21 @ NOT USED
49 6" PW (1D 2,312,371.86 | 5,714,734.52 8'"x8"x6" TEE 701 @ 4" PD (27) 2,312,378.57 | 5,714,785.71 67.50 @ NOT USED
5 6" PW (1D 2,312,370.65 | 5,714,741.42 VERT 11.25° 71.50 @ 4" PD (27) 2,312,354.88 | 5,714,770.36 12"x4" LAT 65.34 @ 48" FA (18) 2,312,223.26 | 5,714,753.76 0+00.00 SEE PROF 7
@ 6" PW (1D 2,312,363.66 | 5,714,781.05 90° 71.50 @ 4" PD 27) 2,312,352.10 5,714,786.12 67.50 @ 48" FA (18) 2,312,218.49 | 5,714,780.84 0+27.50 SEE PROF 7
@ 12" PI(26) 2,312,371.08 | 5,714,463.59 68.00 @ 4" PD (27) 2,312,329.27 | 5,714,765.85 12"x4" LAT 65.47 @ 48" FA (18) 2,312,220.28 | 5,714,804.71 0+51.44,BC SEE PROF 7
@ 12" PI(26) 2,312,376.20 | 5,714,473.82 45° 66.00 4" PD (27) 2,312,324.76 | 5,714,791.45 67.50 @ 54" FA (18) 2,312,307.13 | 5,714,891.43 1+85.17 SEE PROF 7
@ 12" PI(26) 2,312,373.87 | 5,714,486.99 90° 64.00 @ 6" PD (12) 2,312,311.85 5,714,735.1 8"x6" LAT 65.81 30" FA (18) - - VERT 90° 71.75
12" PI(26) 2,312,375.84 | 5,714,487.34 BC 64.00 6" PD (12) 2,312,295.11 5,714,732.15 68.00 @ 54" FA (18) 2,312,333.86 | 5,714,889.56 2+12.06 SEE PROF 7
@ 12" PI(26) 2,312,496.98 | 5,714,592.34 EC 64.00 @ 6" PD (12) 2,312,323.16 5,714,670.93 8"x6" LAT 66.15 30" FA (18) - - VERT 90° 71.75
2} 12" PI(26) 2,312,441.53 5,714,631.17 45° 63.50 @ 6" PD (12) 2,312,306.42 | 5,714,667.98 68.00 @ 54" FA (18) 2,312,362.24 | 5,714,878.37 2+42.69 SEE PROF 7
3 12" PI(26) 2,312,435.00 | 5,714,668.22 63.50 9 6" PD (12) 2,312,307.00 | 5,714,664.69 68.00 30" FA (18) - - VERT 90° 71.75
@ 12" DM (32 2,312,362.11 5,714,468.01 68.00 0 6" FS (1) 2,312,374.99 | 5,714,549.79 10"'x10"x6" TEE 69.67 @ 54" FA (18) 2,312,372.26 | 5,714,871.46 2+54.87, BCR SEE PROF 7
@ 12" DM (32) | 2,312,365.78 | 5,714,475.34 45° 67.00 8" PD (32) 2,312,528.48 | 5,714,550.29 VERT 90° 60.00 30" FA (18) 2,312,424.22 | 5,714,800.66 3+43.77 SEE PROF 7
@ 12" DM (32) 2,312,332.79 | 5,714,662.39 90° 64.50 @ 8" PD (32) 2,312,480.39 | 5,714,673.94 78.75°, CO 59.36 @ 30" FA (18) 2,312,436.89 | 5,714,767.40 3+79.36 SEE PROF 7
'> 12" DM (32) 2,312,308.17 | 5,714,658.05 64.50 @ 8" PD (32) 2,312,411.22 5,714,661.75 45° 59.02 @ 30" FA (18) 2,312,439.08 | 5,714,755.00 3+91.95 SEE PROF 7
4" UW2 (18) | 2,312,308.52 | 5,714,656.08 70.00 @ 8" SS (27) 2,312,571.84 | 5,714,656.44 PLUG 65.83 @ 30" FA (18) 2,312,309.65 | 5,714,877.13 71.75
@ 4" UW2 (16) | 2,312,349.24 | 5,714,663.26 45° 70.00 @ 8" SS (27) 2,312,419.80 | 5,714,629.63 45°, CO 65.04 @ 30" FA (18) 2,312,336.99 | 5,714,871.80 71.75
@ 4" UwW2 (16) | 2,312,357.55 | 5,714,675.13 45° 68.83 @ 2" FOS (9) 2,312,255.76 | 5,714,759.49 71.50 @ 30" FA (18) 2,312,366.07 | 5,714,856.62 71.75
41 4" UW2 (18) 2,312,410.15 5,714,684.40 68.83 @ 2" FOS (9) 2,312,247.95 | 5,714,803.80 45° 71.50 @ 18" SDR (22) | 2,312,518.57 | 5,714,445.96 66.00
(E 10" PW (11 2,312,384.25 | 5,714,543.30 VERT 90° 69.50 @ 2" FOS (9) 2,312,242.16 | 5,714,807.86 45° 71.50 @ 18" SDR (22) | 2,312,514.42 | 5,714,409.83 66.86
(E 10" PW (11 2,312,376.38 5,714,541.91 90° 69.50 @ 2" FOS (9) 2,312,240.42 5,714,817.71 71.50 @ 18" SDR (22) | 2,312,217.75 | 5,715,068.40 85.00
(H 8" PW (1 2,312,365.95 | 5,714,601.05 45° 69.50 @ 2" UW (18) 2,312,224.65 | 5,714,653.73 91.00 @ 18" SDR (22) | 2,312,514.42 | 5,714,409.83 66.86
(E 8" PW (1) 2,312,391.09 5,714,636.97 45° 69.50 @ 4" UW (18) 2,312,358.81 | 5,714,480.27 4"x4"x2" TEE 68.50 @ 1" PW (24) 2,312,142.07 5,715,380.16 MATCH EXISTING
<E 8" PW (1 2,312,373.83 | 5,714,734.86 90° 70.00 @ 4" UW (18) 2,312,340.71 | 5,714,582.96 4" TEE 68.50 @ 1" PW (24) 2,312,135.59 5,715,369.38 45° -
(E 8" PW (1 2,312,302.93 | 5,714,722.36 90° 70.83 @ 4" UW (18) 2,312,330.87 | 5,714,638.72 VERT BEND 66.00 @ 1" PW (24) 2,312,156.89 | 5,715,248.86 - -
(@b 8" PW 1 2,312,318.07 | 5,714,636.46 VERT 11.25° 70.83 @ 4" UW (18) 2,312,309.43 | 5,714,760.32 90° 66.00 @ 3" SS (27) 2,312,188.06 | 5,715,245.57 6"X3" LAT 93.00
(g 8" PW (1 2,312,318.94 5,714,631.51 8"x8"x6" TEE 69.83 @ 4" UW (18) 2,312,378.37 | 5,714,772.47 90° 65.00 @ 4" SS (27) 2,312,189.22 | 5,715,240.00 6"X4" LAT 92.97
{)'_O} 8" PW (11 2,312,325.99 | 5,714,591.54 90° 69.83 4" UW (18) 2,312,396.13 5,714,671.78 VERT 11.25° 65.00 @ 3" SS (27) 2,312,190.38 | 5,715,233.44 6"X3" LAT 92.93
@ 8" PW (11 2,312,366.37 | 5,714,598.66 8" TEE 69.51 @ 4" UW (18) 2,312,399.18 | 5,714,654.45 VERT 11.25° 68.50 @ 6" SS (27) 2,312,217.31 5,715,081.12 SEWER MANHOLE 92.07
2 2" PW (24) 2,312,388.52 | 5,714,633.29 8"x8"x2" TEE 69.75 4" UW (16) 2,312,402.72 | 5,714,634.39 45° 68.50 @ 6" SS (27) 2,312,251.36 5,715,051.72 SEWER MANHOLE 81.52
@ 2" PW (24) 2,312,416.92 5,714,613.41 69.75 @ 4" UW (16) 2,312,370.37 | 5,714,588.19 45° 68.50 6 6" SS (27) 2,312,505.90 | 5,715,043.72 DROP MANHOLE 78.91
@ 6" PW (32) 2,312,267.41 | 5,714,622.43 90° 69.92 1 2" UW (18) 2,312,355.34 | 5,714,499.97 4"x4"x2" TEE 68.58 (S 6" SS (27) 2,312,186.50 | 5,715,255.43 SEWER MANHOLE 93.15
5 6" PW (32) 2,312,264.63 | 5,714,638.18 69.92 A1 2" UW (16} 2,312,326.13 | 5,714,494.82 BC 74.75 (5 6" PD (12) 2,312,495.49 | 5,714,608.60 60.00
6 6" PW (1D 2,312,371.58 5,714,569.1 8"x8"x6" TEE 69.58 12 4" UW (16) 2,312,326.54 | 5,714,663.32 4" TEE 66.00 @ 6" PD (12) 2,312,502.76 | 5,714,616.42 59.68
NOTE:
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CONSTRUCTION PLAN - NORTHEAST

N: \2004\1004525 — Los Osos Water Wast Redesign & Rebid\Plan\Product\CONDOCS\ Treatment Facility\construction\1004525CP.dwg, 3, Jan 20, 2005 11:45am, BMOsborn
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N: \2004\1004525 — Los Osos Water Wast Redesign & Rebid\Plan\Product\CONDOCS\ Treatment Facility\construction\1004525CP.dwg, 5, Jan 20, 2005 11:45am, BMOsborn
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N: \2004\1004525 — Los Osos Water Wast Redesign & Rebid\Plan\Product\CONDOCS\ Treatment Facility\construction\1004525CD.dwg, 114, Jan 20, 2005 11:47am, BMOsborn

TOT LOT AREA

e
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9 NOTES:

i

g A CONTRACTOR SHALL CONTACT MANUFACTURER TO DETERMINE ESTIMATED

o CRITICAL FALL HEIGHT FOR SPECIFIED PLAY EQUIPMENT. CONTRACTOR SHALL
o COORDINATE WITH MANUFACTURER TO INSTALL SUFFICIENT LAYER OF COMBINED

CUSHION BASE AND WEARING COURSE RESILIENT SURFACING FOR THIS HEIGHT.

° 99

| >

O O O e
o CONTRACTOR SHALL OBTAIN TEST DATA FROM MANUFACTURER VERIFYING
N B DEPTH OF RESILIENT SURFACING REQUIRED TO MEET THE MINIMUM
} > N STANDARDS FOR THE CRITICAL FALL HEIGHT, DETERMINED BY THE PLAY
33 a7 | EQUIPMENT MANUFACTURER

IR ool (:)—: |{’ '

ARG Y %3 C.  CONTRACTOR SHALL SUPPLY ALL TEST DATA TO THE COUNTY OR THE COUNTY'S

Y (SR o5 . = AUTHORIZED REPRESENTATIVE FOR REVIEW PRIOR TO INSTALLATION.

NN o N
S N N NN I T 72 AN / D.  THICKNESS OF CUSHIONED SEAMLESS FLOORING SYSTEM VAREES PER
LR s K IR NN MANUFACTURER'S DETERMINATION.
ORI | PR NN
KRS - > R R
NN E | b VN .

/\\///\\\///\\\///\ R P.C. CONCRETE. 5 SACK CRUSHED @ #4 REBAR © 24” 0.C. BOTH WAYS
Ry e e~ 7 AGGREGATE 3/4° @ 2500 PSI
REA N TN 3/4 BASE ROCK
R & 5 COMPACT SUBGRADE PER
>//\\<//\\</\ SPECIFICATIONS SECTION 02000 @ EXPANSION JOINT
I
R COLORED WEARING COURSE OF CONCRETE SEAT WALL, SEE DETAL X,
BT CUSHIONED SEAMLESS FLOORING THIS SHEET
RN SYSTEM, SEE TOT-LOT LAYOUT FOR

SIS COLOR, DETAIL X, THIS SHEET () JOIN CUSHIONED FLOORNG SURFACE
AL . FLUSH WITH CONCRETE SEAT WALL
IR 3" BASE COURSE OF CUSHIONED

SEAMLESS FLOORING SYSTEM FINISH SURFACE, SEE CIVIL SHEETS

RESILIENT SURFACING AT TOT-LOT

SCALE: 1"=1-0"
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@ CONCRETE SEAT WALL AT TOT LOT, SEE DETAIL A, THIS SHEET R R R
B y DI Y
AR A\f\“«/
(2) PLAY STRUCIURE, KOMPAN (OR EQUAL) CUSTOM VISTA WTH K -
METAL POST AND NATURAL FINISH, MODEL #QOBO7. INSTALL %¢%W$%
PER MANUFACTURERS INSTALLATION INSTRUCTIONS SANA i
@ POURED IN PLACE RUBBERIZED SURFACING, SAFEGAURD (OR SRR
EQUAL), 50% GREEN (GRN) & 50% BLACK (BLK). SEE DETALL B,
THIS SHEET
POURED IN PLACE RUBBERIZED SURFACING, SAFEGAURD (OR PCC CONCRETE SEAT WALL, DAVIS CONTINUOUS BOND BEAM, (3 RESILIENT SURFACING @ TOT LOT,
EO#AAIII-_).BS%I?&;*FLL (EGG) & 50% BLACK (BLK). SEE COLOR #5677, 'KAHLUA' WITH @ REBAR )¢ SEE DETAL x, THIS SHEET
g SMOOTH TROWEL FINISH
3/4" BASE ROCK FINISH SURFACE, SEE CIVIL PLANS
(2) # REBAR, HORIZONTAL © 12° 0. O,
POURED IN PLACE RUBBERIZED SURFACING, SAFEGAURD (OR FINISH GRADE, SEE CIMIL PLANS COMPACT SUBGRADE PER
%ﬁgAlg)HEgtT)% GRAY (GRY) & 50% BLACK (BLK). SEE DETAIL B, @ #4 REBAR, VERTICAL @ 12° O.C. ' (2) SPCERCATION SECTION 02000
NOTES:
1. LANDSCAPE ARCHITECT TO PROVIDE FIELD LAYOUT FOR
_ TOT-LOT LAYOUT PLAN RESIIENT SURFACING FOR CONTRACTOR PRIOR TO COMMENCING _ CONCRETE SEATWALL AT TOT-LOT
SCALE: a8'=10" CONSTRUCTION OF TOT LOT AREA. CONTRACTOR SHALL SCALE: a/#'=10"
PROVIDE (7) DAYS ADVANCE NOTICE
SCALE WARNING TK/BNO SUBMITTED BY LOS 0SOS WASTEWATER PROJECT
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VARIES B.0SBORN LICENSE NO. DATE —800-647— RRM DESIGN GROUP CONSTRUCTION DETAILS 41—-L—11A
o 'ERSDRE T | ORAWN 1-B00-602-2444
COMMUNITY SERVICES DISTRICT Doty Sutanents Pl
THEN DRAWING IS B S 3 Holaod 23892 11/04/2004 et Y00 B Walnut Creek, | ThESmE@mbmmmaen
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SECTION A
1"=1"-0"

LEGEND:

PCC CONCRETE STAGE WITH NATURAL GRAY COLOR.
PROVIDE LIGHT BROOM FINISH

P.C.C. CONCRETE STAGE BANDING WITH NATURAL GRAY
COLOR. PROVDE LIGHT BROOM FINISH

@ (2) #4 REBAR, CONTINUOUS, 9° O.C.
(4) # ReBAR @ 18" O.C. BOH WAYS
@ #4 REBAR PIN, 18" 0.C.

@ PROVIDE EXPANSION JOINT

PROVIDE 12" #4 REBAR "SPEEDY-DOWEL' 24 0.C. AT ALL
ISOLATION JOINTS

e i" ASPHALTIC EXPANSION FELT WITH POLYURETHANE
SURFACE SEAL

PROVIDE TOOLED WEAKENED PLANE JOINT. ALL WEAKENED
PLANE JOINTS SHALL BE 2" DEEP

FINISH SURFACE, SEE CIVIL PLANS

@ 3/4° ROCK BASE
@ CONPACTED SUBGRADE PER SPEGFICATIONS SECTION

NOTES:

1. ALL EXPANSION & WEAKENED PLAN JOINTS SHALL BE
ORIENTED DUE NORTH AND SOUTH

OO

ey f

XN

MV IS

G Y,
R

,\///\//\

OINININ

1'-6"

‘-2
IMPORT SOIL

K

NN ]
RN
TN

7 LY R
L ///\/\\\///\E\//é\\

>

FINISH GRADE
SEE CIML SHEETS

SECTION A

LEGEND;

¥ WEATHERED STEEL PLATE PLANTER ENCLOSURE PER
SPECIFICATION SECTION 05500 & 05510, BREAK AS SHOWN. SEE
LANDSCAPE CONSTRUCTION PLAN FOR PLANTER LAYOUT.

IMPORT SOIL MIX, BY OTHERS.

COMPACT SUBGRADE PER SPECIFICATIONS SECTION 02000.

NOTE:

LANDSCAPE ARCHITECT TO PROVIDE FIELD LAYOUT FOR CONTRACTOR
AFTER CONSTRUCTION OF RESIN PAVING PATH. CONTRACTOR SHALL

@ PROVIDE & INSTALL CONSTRUCTION
COMMON REDWOOD TABLE AND BENCH
WITH NATURAL FINISH AS SHOWN

@ 2" RECTANGULAR WEATHERED STEEL
TUBING, SEE SPECIFICATIONS SECTION
05500 FOR SHOP DRAWING REQUIREMENTS

1/4° WEATHERED STEEL PLATE, SEE
SPECIFICATIONS SECTION 05500. PROVIDE
CONTINUOUS FILLET WELD

©

3/8"%4 1/2" S.S. MB.W/ WASHER & NUT.
COUNTER SINK AND PLUG WITH WOOD
DOWELL

®

3/8°X3" S.S. M.B. W/ WASHER & NUT.
COUNTERSINK & FILL W/ WOOD DOWELL

ROUTER TABLE MEMBERS AS SHOWN TO
ACCEPT WEATHERED STEEL TUBING
SUPPORTS

P.C. CONCRETE FOOTING, SEE
SPECIFICATIONS SECTION 03300

FINISHED SURFACING
COMPACT SUBGRADE TO 90% RELATIVE

DENSITY PER GEO TECH REPORT PREPARED
BY LAW/CRANDALL, DATED SEPTEMBER 25,
2002

STEEL PLANTER BOX
SCORING PLAN — @ T _ WOOD PICNIC TABLE
1/4 = 1-0 SCALE: 3/4"=1'-0"
AMPHITHEATER STAGE
- SCALE: VARIES
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RETENT IO
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MATCHLINE SEE SHEET 41-L-15

AREA 1

UPERATIONS
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127] 36£J 117115

[(ms ) [ a7
e RS

/

«

\“JLOCATE VALVE BOX AT
PIPE FITTING LOCATION

LOCATION.

CONTROLLER "A” LOCATION
PROVIDE 120Vac AT THIS

— — — — —

BIOFILT

—

e 150

=

CONTROLLER "D* LOCATION
PROVIDE 120Vac AT THIS
LOCATION.

POINT OF CONNECTION
AVAILABLE PSI: 65—75 PER
JON JESSE (626)568—6230
MAX DEMAND (15 GPM). SEE
CIVIL DRAWINGS FOR EXACT
LOCATION.

ALL MAINLINE SHALL BE
BURIED IN TRENCHES.

1"G_| 1
\ B11

171194

POINT OF CONNECTION
AVAILABLE PSI: 65—-75

PER JON JESSE (626)568—6230
MAX DEMAND (107 GPM)

TREATMENT BUILDING

SCALE: 1"=20'

SCALE

1"=20'—0"

DESCRIPTION

REV |DATE| BY

WARNING
0o 1/2 1
]

IF THIS BAR DOES
NOT MEASURE 1”

THEN DRAWING IS
NOT TO SCALE

DESIGNED TK/CD

pRAWN __CD

CHECKED X
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. C31069  11/04/2004 %<
LICENSE NO. DATE
S 3. Hufand C23892  11/04/2004
{ L[ICENSE NO. DATE

DIAL TOLL FREE
1-800-642-2444

AT_LEAST TWO DAYS
BEFORE YOU DIG

LOS OSOS

COMMUNITY SERVICES DISTRICT

MWH

Walnut Creek,
California

LOS 0SOS WASTEWATER PROJECT
LANDSCAPING

IRRIGATION
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PLANT

LEGEND

SYMBOL BOTANICAL NAME COMMON NAME SIZE QUANTITY REMARKS SYMBOL BOTANICAL NAME COMMON NAME SIZE QUANTITY REMARKS
TREES VINES
¥ ———  FICUSPUMILA CREEPING FIG 1GAL. 79 SEE DETAIL D, SHEET 41-L-24
B —— MANDEVILLA SANDERI BRAZILIAN JASMINE 1GAL. ~85* INSTALL (1) PLANT IN FRONT OF EACH
CUPRESSUS MACROCARPA MONTEREY CYPRESS 24"BOX 33 SEE DETAIL A, SHEET 41-L-24 REBAR ESPALLIER, 16' O.C. @ 6'NO CLIMB
FENCE PER DETAIL C, SHEET 41-L-10
* CONTRACTOR SHALL VERIFY QUANTITY
& LOCATION OF PLANT MATERIAL
. BASED ON REBAR ESPALLIER
@ —— GARRYAELLIPTICA SILK TASSEL TREE 24"BOX 16 SEE DETAIL A, SHEET 41-L-24 LOGATIONS IN EIELD
GROUND COVERS
—— LYONOTHAMNUS FLORIBUNDUS CATALINA IRONWOOD 24" BOX 44 SEE DETAIL A, SHEET 41-L-24 _ i
"ASPLENIFOLIUS' COTCTRR TR
'\’\’\\,\,\,\,\(\r\ (U] ————— AcHiLLEA MILLEFOLIUM COMMON YARROW 1GAL. 586 SF 18" 0.C. PER DETAIL C, SHEET 41-L-24
AENSSTIRTIAEANS
— MELALUECA QUINQUENERVIA CAJEPUT TREE 24" BOX 32 SEE DETAIL A, SHEET 41-L-24
FR X<~ ~
| NGO
N W N ! W ACHILLEA TOMENTOSA WOOLLY YARROW 1GAL. 479 SF 18" 0.C. PER DETAIL C, SHEET 41-L-24
N Y TN N S
—— QUERCUS AGRIFOLIA FRUTESCENS' DWARF COAST LIVE OAK 24"BOX 8 SEE DETAIL A, SHEET 41-L-24
SRR
SSSSSsssSessS ARCTOSTAPHYLOS 'PACIFIC MIST MANZANITA 1 GAL. 13,025 SF 40.C. PER DETAIL C, SHEET 41-L-24
NS SSSSaSSSSS
) TRISTANIA CONFERTA BRISBANE BOX 24" BOX 33 SEE DETAIL A, SHEET 41-L-24 ]
RN ARTEMESIA CALIFORNICA 'CANYON GREY" CALIFORNIA SAGEBRUSH 1 GAL. 5,510 SF 4'0.C. PER DETAIL C, SHEET 41-L-24
V
/ BACCHARIS PILULARIS 'PIGEON POINT' DWARF COYOTE BRUSH 1GAL. 4,604 SF 6'0.C. PER DETAIL C, SHEET 41-L-24
_ UMBELLARIA CALIFORNICA CALIFORNIA BAY 24" BOX 23 SEE DETAIL A, SHEET 41-L-24 7
CAREX PRAEGRACILIS CLUSTERED SEDGE GRASS LINER 31,370 SF 24"0.C. PER DETAIL C, SHEET 41-L-24
CONVOLVULUS SABATIUS GROUND MORNING GLORY 1GAL. 2,965 SF 24" 0.C. PER DETAIL C, SHEET 41-L-24
SHRUBS
ARCTOSTAPHYLOS MORROENSIS PARK VIEW MANZANITA 5GAL. 31 SEE DETAIL B, SHEET 41-L-24 IMPERATA CYLINDRICA 'RED BARON' 'RED BARON' BLOOD GRASS 1GAL. 2,056 SF 12" 0.C. PER DETAIL C, SHEET 41-L-24
BERBERIS DARWINI| DARWIN BARBERRY 5GAL. 70 SEE DETAIL B, SHEET 41-L-24
CEANOTHUS CUNEATUS BUCKBRUSH 15 GAL. 87 SEE DETAIL B, SHEET 41-L-24 MILIUM EFFUSUM 'AUREUM' GOLDEN WOOD MILLET 1GAL. 1,770 SF 18" 0.C. PER DETAIL C, SHEET 41-L-24
CEANOTHUS 'FROSTY BLUE' WILD LILAC 15 GAL. 199 SEE DETAIL B, SHEET 41-L-24
ORNAMENTAL GRASSES
© COREOPSIS GIGANTEA GIANT COREOPSIS 1 GAL. 87 SEE DETAIL B, SHEET 41-L-24 @ ——  CALAMAGROSTIS ACUTIFLORA FOERSTER'S FEATHER REED GRASS 1GAL. 176 SEE DETAIL B, SHEET 41-L-24
'KARL FOERSTER'
@ ENCELIA CALIFORNICA ENCELIA CALIFORNICA 1GAL. 125 SEE DETAIL B, SHEET 41-L-24
o CAREX NUDATA CALIFORNIA BLACK-FLOWERING SEDGE 1GAL. 352 SEE DETAIL B, SHEET 41-L-24
° HELIANTHEMUM SCOPARIUM SUNROSE 1GAL. ” SEE DETAIL B, SHEET 41-L-24 o CAREX PRAEGRACILIS CLUSTERED SEDGE GRASS 1GAL. 461 SEE DETAIL B, SHEET 41-L-24
@ HETEROMELES ARBUTIFOLIA TOYON 15 GAL. 83 SEE DETAIL B, SHEET 41-L-24 @ HELICTOTRICHON SEMPERVIRENS BLUE OAT GRASS 1GAL. 74 SEE DETAIL B, SHEET 41-L-24
© LOTUS SCOPARIUS DEERWEED 1GAL. 238 SEE DETAIL B, SHEET 41-L-24 © MUHLENBERGIA CAPILLARIS HAIRY AWN MUHLY 1GAL. 127 SEE DETAIL B, SHEET 41-L-24
®7 LAVATERA MARITIMA ISLAND MALLOW 5GAL. 154 SEE DETAIL B, SHEET 41-L-24
» MUHLENBERGIA RIGENS DEER GRASS 1GAL. 73 SEE DETAIL B, SHEET 41-L-24
o LIMONIUM PEREZII SEA LAVENDER 1GAL. 198 SEE DETAIL B, SHEET 41-L-24
© LUPINUS CHAMISSONIS BUSH LUPINE 1GAL. 386 SEE DETAIL B, SHEET 41-L-24 NON-IRRIGATED NATIVE HYDROSEED MIX
D MIMULUS AURANTIACUS MONKEY FLOWER 1GAL. 399 SEE DETAIL B, SHEET 41-L-24
® PENSTEMON SPECTIBILIS SHOWY PENSTEMON 1GAL. 459 SEE DETAIL B, SHEET 41-L-24 10%  ARTEMESIA CALIFORNICA CALIFORNIA SAGEBRUSH SEED 15.204 SF NA
15%  CROTON CALIFORNICUS CROTON
v ) . 25%  ERICAMERIA ERICOIDES MOCK HEATHER
PHYLLOSTACHYS HETEROCYCLA PUBESCENS  GIANT CHINESE TIMBER 15 GAL 46 SEE DETAIL B, SHEET 41-L-24 B ARIS K HEAT
10%  MIMULUS AURANTIACUS STICKY MONKEY FLOWER
@ PHYLLOSTACHYS HETEROCYCLA PUBESCENS GIANT CHINESE TIMBER 5GAL. 43 SEE DETAIL B, SHEET 41-L-24 15%  SALVIA MELLIFERA BLACK SAGE
@ PLUMBAGO AURICULATA 'ROYAL CAPE' BLUE PLUMBAGO 5GAL. 130 SEE DETAIL B, SHEET 41-L-24
PRUNUS FASCICULATA VAR. PUNCTATA SAND ALMOND 5GAL. 26 SEE DETAIL B, SHEET 41-L-24 HYDROSEEDED TURF GRASS
PRUNUS ILICIFOLIA HOLLY LEAF CHERRY 15 GAL. 10 SEE DETAIL B, SHEET 41-L-24
MARATHON FESCUE OR EQUAL NA SEED 175,000 SF NA
RHAMNUS CALIFORNICA COFFEE BERRY 15 GAL. 80 SEE DETAIL B, SHEET 41-L-24
RHAMNUS CROCEA RED BERRY 5GAL. 221 SEE DETAIL B, SHEET 41-L-24 PLANTING NOTES
RIBES SPECIOSUM FUCHIA-FLOWERING GOOSEBERRY 1GAL. 193 SEE DETAIL B, SHEET 41-L-24 1. Plantlist is for convenience of contractor only. In case of discrepancies between the plans and the list,
! plans shall prevail.
%] ROMNEYA COULTERI MATILIJA POPPY 5GAL. m SEE DETAIL B, SHEET 41-L-24 2. Plantlocations shown on the plans are diagramatic. Contractor shall locate all plant material under the direction
of the City Engineer or authorized representative prior to planting hole excavation.
SALVIA MELLIFERA BLACK SAGE 1GAL. 311 SEE DETAIL B, SHEET 41-L-24
3. The City Engineer or authorized representative reserves the right to make substitutions, additions, and deletions
@ SALVIA LEUCOPHYLLA PURPLE SAGE 1GAL. 74 SEE DETAIL B, SHEET 41-L-24 o the planting layout as work progresses.
O SANTOLINA CHAMAECYPARISSUS LAVENDER COTTON 1GAL. 293 SEE DETAIL B, SHEET 41-L-24 4. All groundcover shall be triangularly spaced unless otherwise noted.
@ YUCCA WHIPPLEI OUR LORD'S CANDLE 1 GAL. 88 SEE DETAIL B, SHEET 41-L-24 5. Contractor shall install a 3" layer of 'Stringy Cedar Bark' mulch in all planting areas. Sionaturs
10/31/08
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File:

3x6 TOP & BOT CHORD
PREFABRICATED WOOD
TRUSSES @ 24” OC (TYP)

1481166

Job No:

20'_8” 3X6 ROOF RAFTERS 3X RIDGE BLOCKING
— — @ 24" MAX W/ B.N. (TYP)
3'—4 8'—4"(TYP)
) U .
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3 e U ) HEN S I 1 \ X
1’—4" 3—4" 5-5" 2'—6" 5'-5" 3—4" 1'—4" 1'-0"
TYP ALL
SIDES DOUBLE TRUSS 3X BLOCKING
(TYP) W/ BN. (TYP)
SCALE: 1/2"=1"-0Q" SCALE: 1/27=1'—0"
NOTES:
1. CONTRACTOR SHALL VERIFY ALL THE E. METAL FRAMING DEVICES SHOWN WIND LOAD C. TOP CHORD (TC) AXIAL LOAD MAY
SIZES LOCATIONS AND DETAILS OF ON THE DWGS CAN BE REPLACED W/ BE EITHER COMPRESSION OR
EQUIPMENT, LOUVERED VENTS, DOORS EQUIVALENT DESIGNED DEVICES 80 MPH WIND LOAD EXPOSURE C TENSION. FOR SEISMIC LOADS IN
PUMP AND TANK PADS. SEE MECH AND SUBJECT TO THE APPROVAL OF THE (PER UBC 97). TOP CHORD A 1/3RD INCREASE IN
ELECTRICAL DRAWINGS. ENGINEER. ALLOWABLE STRESSES MAY BE USED.
WIND PERPENDICULAR TO RIDGE
2. FINISH GRADE AROUND THE BUILDING 4. WOOD TRUSS NOTES: TRUSS | (TC) AXIAL LOAD Fp
PERIMETER SHALL BE SLOPED AWAY FROM i LEEWARD ROOF = 14 PSF EOUTWARD) RT—1 o K
THE BUILDING LINE. A. TRUSS MANUFACTURER'S ENGINEER WINDWARD ROOF = 6 PSF (INWARD) .
SHALL DESIGN ALL TRUSS WIND PARALLEL TO ROOF = 18 PSF
3. WOOD FRAMING : CONNECTIONS. TRUSS SHOWN IS ONLY (UPWARD) D. BOTTOM CHORD SHALL BE DESIGNED
REPRESENTATIVE. FOR A 250 LB CONCENTRATED LOAD
A. FOR FRAMING AROUND OPENINGS AT ANY LOCATION BETWEEN PANEL
IN WOOD ROOF SEE DETAIL S—606 AND B. TRUSS SHALL BE DOUGLAS FIR POINTS. SEE MECHANICAL DRAWINGS.
S—607. AND DESIGNED BY THE MFR FOR THE
FOLLOWING LOADS: E. LOADS GIVEN ARE FOR ALLOWABLE
B. NAILNG SHALL BE PER UBC 97 STRESS DESIGN UNO
TABLE 23—11—B—1 UNLESS INDICATED DEAD LOAD 12
OTHERWISE. 4
TOP CHORD—————— 26 PSF FoFOR RT Fo FOR RT
C. PLYWOOD FOR ROOFS SHALL BE BOTTOM CHORD—-—-28 PSF
5/8” CD—X (INDEX 24/16) W/ ACTUAL TRUSS WEIGHT \
EXPOSURE "C” SIDE UP & EXP. VENTILATION/ MECHANICAL UNITS PREFAB WOOD TRUSS,
1 GLUE, BLOCKED ON ALL SIDES, ON THE ROOF IF REQD AS PER SEE PLAN
NAILED = W/ 10d COMMON NAILS, MECH’L—(CONTRACTOR IS TO PROVIDE
»0C BN THIS LOADING TO TRUSS ENGINEER)
i EN
12” OC FIELD, SEE S—901 LIVE LOAD
20 PSF BASIC
SCALE . WA:?;IIZNG  Nossenes T PRI SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
_— ] ¢ A JAe =
— 2 - HFIL C31069 2/16/2004 AL TOLL FREE
AS SHOWN I’;IOTI'HII\'SAE/?éSREO1E§ DRAWN £ GOSSE BERGEN ‘ LICENSE NO. DATE : P Sttt LOS OSOS SITE WORK 41-S-05
THEN DRAWING IS . WILCOX M_QT%J_ __co3892  2/16/2004f  © WAEIST 0 01 COMMUNITY SERVICES DISTRICT ot ook PUBLIC RESTROOM
DATE| BY DESCRIPTION NOT TO SCALE [ CHECKED ___— — -~ | STEVE J. HYLAN LICENSE NO. DATE | ypegcrouND SERVICE ALERT OF NORTHERN CALFORNA California
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8” THK CMU
() \

7 T

TYPICAL
\ TRUSS SUPPORT
— B DETAIL
-+ GAP BETWEEN TOP T
4N AOSD'N,;S?}%TA Véﬁ"c')‘RD BLOCKING AS REQUIRED
af ) OF TRUSS (TYP) BY TRUSS MNFR
2 A
g .
= LN 5 2—#5 CHORD STEEL
5 i iN CMU BOND BEAM
% \ ° SILL BLOCK AT TOP OF WALL
A = SEE ARCHITECTURAL
2 DWGS FOR MORE
2 ) INFORMATION CMU BOND BEAM
. (TYP) @ 16" OC W/ 1-#5
o
|
b [
SEE NOTE 1 “ 5 BLOCKS HIGH
ol (TYP) 8" THK SPLIT FACE
S N ~ N CMU WALL
J L] ] ] ## L] 3 ] L} ./ ‘ L] Y \
[e8) ) 'y ry
= ya #5 @ 18" VERTICAL
E o2 ¥ b ¢ > @% CENTERED ON WALL —
~— a o
Lg :
VP
(P ¢ @ (TYP, SIM) @ (TvP)
GEOTEXTILE
SCALE:_1/2"=1 _41-S=05
| I
-
-
-
1
2-4#5 @ LINTEL BEAM -
1’—4” DEEP AT EVERY /
OPENING UNO, W/ /
2'—6" u(AP F’)ER DETAIL
,_I_l S—148 (TYP /
/\\}\ AN
I 2 O L
— B e, L0 T4
R R R e BoAhis
— Cele W SIS CHENIS /®©(QOQQ 2500
— N
Y —~ —_—
N T
~
n DETAIL 1
SCALE: 17=1" -
| | I
] 3
NOTE:
1.1 — 95 % COMPACTED GRANULAR FILL
BELOW FOOQTING TO EXTEND 5" BEYOND
THE EXTERIOR WALL ON ALL SIDES OF
BUILDING . PROVIDE GEOTEXTILE BELOW
C THE GRANULAR FILL. REFER SPECIFICATION
SCALE:_1/2"=1!  _41-s-05
—
SCALE WARNING T PEIRIK SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 |DESIGNED : Ao I C31069  2/16/2004 :
== GAHN ASBERGEN. =\ TICENSE NO. DATE DIAL TOLL FREE LOS 0OSOS SITE_ WORK 41-S-06
43 sHOWN | I T 285 OES | oy ___E. CoseE - oo - o sctncs s PUBLIC_RESTROOMS
THEN DRAWING IS SGran 3 ﬂ_uﬁM_ ___C23892 _ 2/16/2004] MatfoRe Yoo b6 Walnut Creek,
REV |DATE] 8Y DESCRIPTION NOT TO SCALE | CHECKED C. WILCOX | STEVE J. HYLAN LICENSE NO. DATE | uNocRoRouD SERVCE AERT OFBS(E:;{EERLGU@LTF‘SRNM California SECTIONS AND DETAIL




(0200,
GENERAL NOTES / A KETYNOTES

1 Applicable Codes and Standards: ﬁ DIVISION 10 — SPECIALTIES
_— -
Part 12001 California Building Standards Administrative Code, Tille 24 C.CR. - k 0155 TOILET COMPARTMENTS
Part 2 2001 California Building Code, Title C.C.R. AN \_{O‘%EA ‘©8©©F A. Overhead braced toilet compartments
(1997 Uniform Building Code Volumes 1-3 of the International
Conference of Building Officials, with California Amendments)
Part 3 2001 California Electrical Code, Title 24 C.C.R. @@
(1999 National Electrical Code of the National Fire Protection
Association, NFPA)

Part 4 2001 California Mechanical Code, Title 24 C.C.R.
(2000 Uniform Mechanical Code of the International Assaciation of ‘O&OOB\§

[C200 LIUERS ANL #INTS

\ v 10" 2 6" Pre—tir shad me=cl ven=
Fl W, Cl ‘OgOO A 10800 TOILET AND BATH ACCESSORIES
A A. Toilet paper holder
B. Surface mounted dispenser/naste receptacle
| C. Soap dispenser

B4

D. Mirror
Plumbing and Mechanical Officials, IAPMO) E. Sonitary napkin receptacle
Part 5 20071 California Plumbing Code, Title 24 C.C.R. s 3 F. Grab bar

(2000 Uniform Plumbing Code of the International Association of
Plumbing and Mechanical Officials, I1APMO)

Q
N
N
N
2>
T ——

i / ‘ 0800 6‘7 6. Disposable toilet seat cover dispenser

Part 6 20071 California Energy Code, Title 24 C.CR.
Part 7 2001 California Elevator Safety Construction Code, Title 24 C.C.R.
Part 8 2001 California Fire Code, Title 24 C.C.R.
(2000 Uniform Fire Code of the Western Fire Chiefs Association)
Part 10 2001 California Code for Building Conservation, Title 24 C.C.R. | E—

(1997 Uniform Code for Building Conservation of the International ‘5@@@ B

’ | i DIVISION |5 — PLUMBING AND MECHANICAL
15000 PLUMBING
_ A. Secured hose bib - see plumbing
B. Mop Sink - see plmbing
/ C. ADA Drinking Fountain = see plumbing
B
Conference of Building Officials, with amendments)

Part 12 2001 California Reference Standards Code, Title 24 C.C.R. ]:é p‘pE QHA EE/

2 Al work described in the drawings shall be verified for dimension, grade, extent and STORAG E ‘Og@@ 6 =<n- S
compatibility with existing site/building conditions. Any discrepancies and unexpected conditions RR2 /’ ' U . [NTEQ[OQ ; ”\HS‘E‘Eé
that affect or change the work described in the contract documents shall be brought to the o ~ g
Architect’s  attention immediately. Do not proceed with the work in the area of discrepancies El W Cl
until all such discrepancies are resolved. If the contractor chooses to do so, he/she shall be % Y FLOORS
proceeding at his/her own risk. % FI- Epoxy sealed concrete

e ——
. | 4 . e " f3ﬁ£ (0E00.A Hals
3 Omissions made in these drawings and specifications or the mis—description of the work which is A [ : Wi Epoxy sealed CMJ

manifestly necessary to carry out the intent of the drawings and specifications, or which is customarily EILNG
(<
U U Cl Epoxy painted textured gypsum bd.

|
work as if fully and completely set forth and described in the drawings and specifications. | | [ il
4 Dimensions shown shall take precedence over drawing scale or proportion. Larger scale drawings shall % %_ %&
take precedence over smaller scale drawings. O%OOD//j | ,‘_O\SQOQ /LE\OSSA /‘O&OO F

performed shall not relieve the Contractor from performing such omitted or described details of the 41-A-03
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~ Il =
5 In the everﬁ of the unforeseen‘ encounter of mgferiu\s suspecfe}d to bg of an archaeological or ) ‘O&OO B/ /l W \I\ AN ‘OgOOE 17/ T
paleontological nature, all grading and  excavation shall cease in the immediate area and the appropriate . JE/T _ \ \‘0‘55 A roe)
authorities are to be notified by the Contractor. The find shall be left untouched until an evaluation by .
a qualified Archaeologist or  Paleontologist is made. \ WOMEN
6 Contractor is to be responsible for being familiar with these documents including all contract @R1 N
requirements.
7 Grodfng p\»uns, drainage improlvements, road Ghd access requirements and environmental health V% Fl, W, ¢l
considerations shall comply with all local  ordinances. (
02005 | '~
147 8”
M
7
M| <
=
NORTH
SCALE WAR}«NG KLH SUBMITTED BY Ii LOS 0SOS WASTEWATER PROJECT SHEET
Q 1/2 1 DESIGNED™—" | g (2o SRR
XA IR C31069 _ 11/4/2004
T DIAL TOLL FREE
1/2"=1"-0" | ¢ mﬁ DRAWN __RMB QHN_A) BERGE LICENSE NO. DATE 1-800-642-2444 LOS 0OSOS MW H nempssion arove | PUBLIC RESTROOM BUILDING | 41—-A-01
NOT MEASURE 17 —— o LT YO DA COMMUNITY SERVICES DISTRICT g e e S FLOOR PLAN
THEN DRAWING IS KLH Soren 3. Huland C23892  11/4/2004 BEFORE YO0 D Walnut Creek, | TRESmmEaEaimcs”
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: +3-2"

T.O. RIDGE

PRE-FINISHED
METAL FASCIA
01600

SOLATUBE SKYLIEGHTS
071120

BARREL TILE ROOFING

01320

»210-0" | OUVERED VENTS
T.0. MASONRY ‘ T ‘ T ‘ T ‘ T : T T ‘ T ‘ T ‘ T ‘ T |0200 T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T ‘ T : T : T : T ‘\ PRE-FINISHED
% L T TTT T 7T %’ L T T T T [ T T T T [ T T T [ T T METAL FASCIA
1] \‘\‘\“\‘\‘\ T\F’REC\S\ONHONED ‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\ 01600
L T T T 1 L T T T 1 BLOCK, SEALED L T T T T [ T T T T [ T T T [ T T
L T T T TTT T T T 7T 04200, 094900 L T T T T [ T T T T [ T T T [ T T
@ 40" e s 1 e e s e T T T T T T T T T T T | FRECIS0N HONED BLock, seaLe
¥ 10.5ILL 11 11 STANDARD SILL —r—FFF—F—fF—F—F—F—F—F—F—F—F 17 04200, 094900
- IIIIIIIIIIIIIIIIIIII BLOCK, SEALED \‘\‘\‘\‘\‘HHHHHHHHHHHH
5 5 o 04200, 03900 B A
-~ +0'-0" I I I I I I I I I I \SPUT‘FACE BLOCK, SEALED I I I I I I I I I I I I I I I I I ¥5PL\T—FAGE
sSTMBOLS CFF 04200, 09400 g&ggg %%ééﬁoo
DETAIL NUMBER ROOF VENT ITEM DESCRIPTION
A—8.0 SHEET NUMBER SPEC SECTION(S
S 01120 \ ©
[ 5 SECTION NUMBER
\A-6.Jk SHEET NUMBER 14-g" 22-g"
WEST ELEVATION SCALE: 1/4" = I'-@" NORTH ELEVATION SCALE: 1/4" = |'-@"
EXHAUST VENT
@ @ SOLATUBE SKYLIGHTS
4 SEE - 4/41-A-05
T ROOF VENT
oriz0 BARREL TILE ROOFING
437 01320
@0 RIDEE PRE-FINISHED
METAL FASCIA
01600
J0m0" - HOLLOW META PRE-FINISHED METAL FASCIA
T.0. MASONRY T T T T T T T T T T LOUVERED VENTS DOOR ¢ FRAME, T T T T T T T T T T T T T T T 01600
\%\‘\‘\‘\‘\‘\‘\%\ 10200 CANTED I
oelll, 09900 <
o ‘\‘\‘\‘\‘\‘\‘ ™\ FRECISION HONED - \‘\‘\‘\‘ ‘ \‘\‘\‘\ L IO rrecision Honep
\‘\‘\‘\‘\‘\‘\‘\‘\‘\‘\ BLOCK, SEALED 3 T g ‘\‘\‘\‘\ ‘\‘\‘\‘ [T BLOCK, SEALED
o I R e e e e e 04200, 64900 NG T -———— - A
¢ TO. SILL e e s s e s s s STANDARD SILL ) e o STANDARD SILL
- Foe e e BLOCK, SEALED - L_I [T BLOCK, SEALED
1””““““““““ 04200, 04900 LT l‘l‘l‘l ERER 04200, 09900
00" I I I I I ] ! ] ! ] ! ] ! ] ! ] ! ] ! ] LIS eplmrace BLOCK, SEALED 1] /rJ“TD[ i : i : T : i : T : T jELspur-FAcE BLOCK, SEALED
FF. 04200, 09900 04200, 09900
SECURE HOSE BIB— |
o g g 2ter 34 |
& -
14-g" 22-8"
EAST ELEVATION SCALE: /4" = -0 SOUTH ELEVATION SCALE: V4" = -0’
SCALE WARNING KLH SUBMITTED BY LOS 0S0S WASTEWATER PROJECT SHEET
0o 1/2 1 |DEsieNED XY _ \ds Bede 3106 11/4/2004| = - LOS OSOS i
1/4"=1'-0" | |F THIS BAR DOES | prawn _ RMB “QHN A BERGE ‘ LICENSE NO. DATE 1-800-642-2444 M W H mauprsionoroor | PUBLIC RESTROOM BUILDING | 41—-A—-02
NOT MEASURE 1" COMMUNITY SERVICES DISTRICT o Sesting Suiasmerts Coare Epey ELEVATIONS
THEN DRAWING IS KLH S T €23892  11/4/2004 FaERORE YO0 DR Walnut Creek, | Thami i o
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED STEVE J. HYLAND! LICENSE NO. DATE SERVCE ALERT OF NORTHERN GALFORNA California 2 OF 6
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4
H-A-05
+13-2"
T oRiDeE /
00"
YT OMASONRY [] L
i ROOF TRUSS i
i SEE STRUCT. i
a H 06100 H
\f1-+5 H 6YP. ED. CEILING H
i TEXTURED ¢ PAINTED N
] 04250, 09400 ]
i CONC. FLOOR ]
H / eLAB, 03300 H

TUBULAR SKYLIGHTS

H-A-06

PRECISION HONED
BLOCK SEALED
04200, 09900

STANDARD SILL
BLOCK SEALED
04200, 09900

SPLIT-FACE
BLOCK SEALED
04200, 09900

TILE ROOFING

SYSTEM OVER
UNDERLAYMENT, 01320

ROOF SHEATHING

06100

—

1

-

1y

b=
—

vy

()

R-38 BATT
INSULATION
o12lo

PRE-FINISHED
METAL FASCIA
01600

| N N N NN N NN S A S N AN

GYP. BD. CEILING
TEXTURED ¢ PAINTED
09250, 09900

CONC. FLOOR
SLAB, 03200

PRECISION HONED

BLOCK SEALED
04200, 09900

SPLIT-FACE
BLOCK SEALED
04200, 09900

CONC. FOOTING

BLOCK SEALED

04200, 09900
/STANDARD SILL
-

ENG. FILL ¢ BACKFILL
02200

SECTION A SCALE: 1/4' = I'-0" SECTION B SCALE: /4" = I'-0"
SCALE WARNING KLH SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
e | TN e e S M % T LOS 0SO0S
- e T ST A o ez MWH |....5% .. | PUBLIC RESTROOM BUILDING | 41-A—03
NOT MEASURE 17 AT LEAST THD DATS COMMUNITY SERVICES DISTRICT e e o e SECTIONS
THEN DRAWING IS KLH SGren 3, C23892  11/4/2004 BEFORE YOU D Walnut Creek, | newimi e st
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED STEVE J. HYLAND LICENSE NO. DATE SERVCE ALERT OF NORTHERN CALFORNA California 3 OF 6
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LEGEND

Tuoular Skylight, (08620)
O @ See Detail _-__

ught Fixtures

Exhaust Faon - See Mech.

O Prefinished Metal Soffit &
Fascia (07600)

\mpoct ¢ Moisture Resistant
Cyp. Ba., Textured & Epoxy
Painted (09250, ©09900)

b Access Door (08305)

41-A-05

b 1
il O

Q

tra—sr\On—Site\ 2002\ 1002008 Los Osos

\ \Exts

NORTH

SCALE e KLH SUBMITTED BY S i LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 DESIGNED p @
C31069 11/4/2004|
DIAL TOLL FREE
1/2"=1'-0" | F ﬁaﬁm oRAWN _RMB LICENSE NO. DATE 1-800-642-2444 L : LOS OSOS MW H rxm nzsion orovr | PUBLIC RESTROOM BUILDING | 41—-A—04

THEN' DRAING 1S Smen 3 Nolend cosse2  11/4/2004 AT 0 4 QS coMmuNTy SERVCES DSTRCT Walnut Creek, | memimessssetwm | REFLECTED CEILING PLAN
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GENERAL NOTES

BARREL ROOF TILE 0/430 UNDERLAYMENT

A. All dimensions are to the face of framing wnless otherwise noted.
B. Contractor to provide sheathing on the %tem’or side of all walls where structural sheathing v DORMER VENT FLANGE
oceurs, to provide a continvous and Flush wall surface for the entire wall. 7 MANUFACTURED DORMER VENT
C. All door thresholds to be level from 'Jamb to jamb. é
D. All door jarmbs on hinge side to be &" from corner of Wall inless otherise noted. é ROOF FRAMING BEYOND - REFER TO
E. Refer to Plumbing Plans for further information. ) 7 STRUCTURAL PLANS
F. Refer to Civil Plans for further information on adjacent sitE improvements. V g
&. Refer to Structural Plans for further information and coordination. CMU WALL é FLEXIBLE FLASHING - BEND AS
H. Refer to Mechanical Plans for further information on equipment locations and penetrations. PRECISION HONED é REQUIRED TO CONFORM TO TILE SHAPE
HOLLOW METAL FRAME, 2 =
PANTED — Rl | BASE FLASHNG 0/ UNDERLATHENT
4"T" MASONRY ANCHORS ~—_] STRUCTURAL PLANS g
EACH SIDE OF FRAME i . A 2,
D O ©§ Tr QE S SOLDGROUT ——— | | o 12X8X16 SILL é
i 9000 BLOCK g
= -
WEATHER STRIP /' s ¢ I
02" W 0-2' DOOR—/ SPLIT-FACE m
/ CMU BLOCK
SEALANT WALL
% EA. SIDE
?Of EXTERIOR HOLLOW METAL DOOR - JAMB 13 BLOCK DETAIL "2 ROOF VENT 11/21 1
* ~{—GALVANIZED DOOR (08&lll)
PAINTED (09900)
HALVAN\ZED FRAME (08111
PAINTED (09400) R-38 BATT INSULATION
A s n
BARREL TILE ROOFING -0 RIDGE TILE
HOLLOW METAL - 0/ #30 UNDERLAYNENT o BLOEG
N \\\\\ /\\.§ / SEE STRUCT.
A\Y = Y 0 ROOF SHEATHING
DOOR SCHEDULE HOLLOW METAL <y - NEWL CloseR
DOOR, PAINTED = & DRI EDGE
DOOR [DOOR |or FRAME| g7 [HDWR| \ ooeo 2412 SO B0KD
NO. | TYPE TYPE WxH GROUP ¥ HOLLOW METAL DOOR PRE-FINISHED METAL
(WxH) FRAME, PAINTED = 3 M FiSOh & FUSHNG
" L= me= +HO'-O" ¢
GYP. BOARD \7 7 N4
PUBLIC RESTROOM BUILDING SWEEP ng AND PANTED n . , ToM
0 A - MIL | 3-0%X7-0° RR1 |- ' % g 2K FRAHING, 024" 0.
102 A - WL | 2-2%7-0 9 |- /| wsggos%'fcsf B Y HEWIED DRP EDCE ROOF FRAMING - REFER
103 A B MTL. 3-0'X7'-0" RR1 |- SET IN SEALANT X TRM PAINTH). g é PRE-FINISHED METAL T0 STRUCTURAL PLANS
/ THRESHOLD ’ p = ggmsm'gﬁ
’ CONC. SLAB ANCHOR BOLT -
L T ueD R L, NOTE: FASTEN TILES PER MANUFACTURER  RECOMMENDATIONS
EXTERIOR HOLLOW METAL DOOR |6 EAVE DETAIL "5 RIDGE FLASHING DETAIL 11/2
PREFABRICATED SKYLIGHT
ST 410 CuRa ROOF TILE REFER T0 DETALS 45
AL SO N BACKEROD & SEALANT AND 1/41-A-05
J-NoLD—~_{ SKYLIGHT.  REFER TO
ROOF FRAMING. | —— CMU WALL
GYPSUM BUILT-UP ROOFING OVER REFER TO STRUCT. DETAL 9/41-A-05 O
BORD~ UNDERLAYMENT PLANS.
3" CANT STRIP @ |_—— "T" MASONRY ANCHOR
8 GrP. B0 ﬂ’ GROUT SOLID
TYP.
o — HOLLOW METAL FRAME,
PAINTED
4"HEAD
—w S%A&H"T'g / / < TO COURSE WITH
BLDG SECTIONS \MASONRY OPENING
«—REFER T STRUCTURAL PLANS —7 CELING. REFER T0 WEATHER STRIP
FOR FRAMING REFLECTED CEILING PN WOOD OR METAL REFER 10 REFLECTED
SHAFT FRAMING CELING PLAN FOR SIZE B DOOR
AND LOCATION OF OPENING
SKYLIGHT ¥19 SKYLIGHT SHAFT | 8 EXTERIOR HOLLOW METAL DOOR — HEAD (7
SCALE . WA:R’/N;NG 1 KLH SUBMITTED BY i LOS 0SOS WASTEWATER PROJECT SHEET
DESIGNED 7 s
— XA BT C31069 11/4/2004
TN "BRAWNG 15 . G 3 cosser  11/4/2004 COMMUNTY SERVICES  DISTRICT Walnt Creek, | MESSmEZESmate ARCHITECTURAL DETAILS
REV |DATE| BY DESCRIPTION NOT TO SCALE CHECKED STEVE J. HYLANDI LICENSE NO. DATE California 5 OF 6
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KET NOTES

" —08llI0.A, 099000

DIVISION & -- DOORS AND WINDOWS
0810 STANDARD STEEL DOORS AND FRAMES
A. Metal door frame
B. Metal door

DIVISION 9 -- FINISHES
09900 PAINTING
A. Epoxy Painted Block
B. Epoxy Painted Door
C. Epoxy Painted Door Frame

DIVISION |0 -- SPECIALTIES
|0I55 TOILET COMPARTMENTS
A. Overhead braced toilet compartments

10200 LOUVERS AND VENTS
A. PRE-FINISHED METAL VENT

0800 TOILET AND BATH ACCESSORIES
A. Tollet paper holder
B. Surface mounted dispenser/naste receptacle
C. Sodp dispenser
D. Mirror
E. Sanitary napkin receptacle
F. Grab bar
G. Disposcble toilet seat cover dispenser

DIVISION [5 -- PLUMBING AND MECHANICAL
15000 PLUMBING
A. Secured hose bib

' ' [ }—oslloB, 0ad00B B. Mop Sink
| —lo&ooD
L—loI55.A :gggi RES 108006 —| g L os00B
L = A \\\ 10800F —| D@/ |—lo0&00C
T RN —
\\Eé:) E = | ;
N Cr 1
15000.A
WEST NORTU EAST SOUTH
21 MEN SCALE: 1/4" = I'-2"
10200 A TYP.
— O08II0.A, 099006
- -
' ! k///, -—o8llo.B, 049008
10800D | | 10800F - B
08006 — A ~10e006 10800F —| lolssA L 108008
g 10800.A —| S ~1_
. = 4 | oeoor NN
= === P e—t—
[ I k-
O e U -
15000.A
WEST NORTH EAST SOUTH
@2 WOMEN SCALE: 1/4" = '-@"
SCALE WARNING SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
o 1/2 1 pesIGNED KL A o2 C31069 11/4/2004| =% o I_O S O S O S i
IR DIAL TOLL FREE
1/4"=1'-0" [|F THIS BAR DOES | prawn _ RMB NOEN A BERGEN LICENSE NO. DATE 1-800-642-2444 M W H R Dg.EWSIGN ot PUBUC RESTROOM BU”‘DlNG 41 _A_OB
NOT MEASURE 1" AT LEAST THD DAYS COMMUNITY SERVICES DISTRICT v firpgrefiangcc W INTERIOR ELEVATIONS
THEN DRAWING IS KUH S 3. C23892  11/4/2004 BEFORE 100 D Walnut Creek, | ThSmmmti e e
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED STEVE J. HYLAND LICENSE NO. DATE SERVCE ALERT OF NORTHERN CALFORNA California 6 OF 6
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V v

3'MINIMIM V.TR.
(FOR FROST CLOSURE)

.

6" MIN.
/_ IPS WATERTIGHT ROOF

FLASHING COLLAR; OR

\ EQUAL
TN
\ 2" SD (4)
TO ROOF
(TvP) N
| MEN’S BATHROOM
(BEVOND) e o e
CLOSURE
FLOOR DRAINS 2" ss (12 ‘ /
(TRAPPED—TYP) (12) h 5/4” CW (24)
FOR CONTINUATION ALL MANIFOLDS SIZE - AS PER DRAWING
EEE CDR{AXWNG —
EXHAUST co
REGISTER  \ £ _ _ _ _ _ _ 5 {gEgVT/%EIRCS)UPPLY PLUMBING VENT THROUGH
o PRIER PITCHED ROOF @
NOT TO SCALE
41-H-01 2" SS (12) HOSE BIBBS
—
SECURITY TYPE 5
gmglNGNgoggmnEg. REYED. ENTRY 1/2" CW (24) .
T . A A (TYP) ALL RISERS EQUIPMENT STATIC
| o VAL 1Ng T NUMBER TYPE CFM | pressure | TYPE COMMENTS
VALV .
> _EF— BROAN_ MP200
e 41—EF—01 | CENTRIFUGAL | 200 0.35 120 VAC | BREREQUA
[A]
i1—H— TO DRINKING
iy N\ FLOOR SINK FOUNTAINS ITEM SIZE COMMENTS
2 — _L(TRAPFED)_ - — = 4 |— = (NOT SHOWN) l rly rly 1y
FINISHED FLOOR = ~ < < CEILING | 12x12 WITH HOLES | 10 GAUGE SECURITY TYPE REGISTER
CLEAN OU REGISTER | ON 1” CENTERS TITUS SG-LFO OR EQUAL
3" ss (12) 5 ;
Y 4" sS (12) A ] 3" ss (12)
[ B | %’ ooeR sihiks FOR CONTINUATION P SECTION | A |
e 2 : ¢ SEE DRAWING 41-H-01 ,
41-H-01 | A1-C-14 — 6” DIA TO OUTSIDE,
— / SEE ARCHITECTURAL
I | SEE ABLE DRAWING 41-A—02
| rap | TYP 4 DIA FROM CHED ON FOR EXHAUST LOUVER
| EACH RESTROOM
PRIMER MOTION SENSOR LOCATION
(TYP) - AS LIGHTS
EXHAUST ——
& SToRAGE REGISIER, 2" ss (12) i
AREA SEE TASLE FOR CONTINUATION
FLOOR DRAINS SEE _DRAWING
(TRAPPED) 41-C-14
——————————— r—'—9 ‘ 7 Z ‘
\ CEILING REGISTER
2° SD (4 . ATTIC ACCESS HATCH (SEE TABLE)
. s RS
{% PR;OOF (BEYOND) /
S TE PIPE CHASE SMOKE DETECTOR
CONNECTION & STORAGE (SEE 1&C DRAWINGS)
AREA
LOCATION
SEE ARCH N P
s e
TYP
TO WATER -
SUPPLY s @ /4" CW (24)
BACKFLOW PREVENTER (SECTION €) ,
AND METER, SEE DRAWING \}VATEng?JLIEPLY
41-C—14 FOR CONNECTION ﬂ R PROM METER
LOCATION I &
D%l I B/4" cw (24—
TO ALL FIXTURES
PUBLIC RESTROOMS MECHANICAL PLAN
) 7 ld Vs
3/47 CW (24) Q D < 1/2" CW (24) <
ALL MANIFOLDS A e
S SECTION [T “hkg=re)s
SECTION _ [B] (5 55 (9] N
T 1 OF cA\
Pl 10-29—04
SCALE WAR}*'NG J. 0SBORN SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 DESIGNED = AN J &2 ©31069 2/16/2004 =
vo sone | ot | comy | ASSERGE — § TBSE RO A u o e LOS 0OSOS MWH PUBLIC RESTROOMS BUILDING 41—H—01
NOT MEASURE 1" AT LEAST WO DAYS COMMUNITY SERVICES DISTRICT PLUMBING & HVAC
THEN DRAWING IS T.HENDREY M%M_ 23892 2/16/2004 i 100 B0 Walnut Creek,
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED __-"="YR=" | STEVE J. HYLAN LICENSE NO. DATE | iNDERGROUND SERVICE ALERT OF NORTHERN CALFORNA California
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H-12
/ INSTALLED UNDER AREA B CONSTRUCTION 3"(FO4)
SEE DWG 40—E—09

PALISADES HARVEST WELL

NOTES:

\ Bss / SEE N . 1. THE CONTRACTOR SHALL TRENCH,
AN FURNISH & INSTALL 2 — 4°CO AS DIRECTED BY
S — — — — —SEE NOTE 5 100 PG&E INSPECTOR. PG&E SHALL PROVIDE 25KV
\ S g — —_—\— = SERVICE CABLES AND SHALL TERMINATE IN
\ < = . Eobe e Wi Sty T e
” 7 B PB-5P o\ | A A Y
i-‘tc SEE ' SHEET 40-E-09 i / oOea PB-4P S NoTe 5 ~ - PADP1—3 \2’2 2 ROUTING WITH PG&E.
o PALISADES DISTRIBUTION =~ % =1 2. MINIMUM SIZE OF TELEPHONE PULLBOX
\ AZMCET~48 | / PANEL PA-DP-1 PB—1TEL SHALL BE 30"x487x24”D. COORDINATE
\ 42-MCC-01 , [ WORK WITH TELEPHONE CO. FOR EXACT
gyzcc;—n %;C3F%a Fo5) | | . < SIZE, LOCATION AND REQUIREMENTS.
\ 42UPS—24 gg%{eﬁ% | y PVC @ . 3. TWO PAD MOUNTED XFMRS ARE LOCATED IN THIS AREA.
\ ) | VERIFY WITH PG&E WHICH XFMR IS POWERING THE
\ | 3= DISQHARGE %lsElN& PRODUCTION WELL. SEE NOTE 1 ON DWG
—— — EXISTING __
\ , /0 %o — WELL PUMP 4. SEE DWG 40—E—0B FOR SITE CONDUIT/CABLE SCHEDULE
\ 44-DP-01 N / PB-25"| | AND 40—E—09 FOR FIBER OPTIC CABLE BLOCK DIAGRAM.
4ggrotto?) 3 C FO5F04) | NEEC 5 5. PB-5P AND PB-5S SHALL BE INSTALLED
\ 3"C(TELT) j\/\ 2“0 TEL2) | VS—1 UNDER AREA B CONSTRUCTION.
*
\ fCOMM /0 *1 ), il/ 6. SEE DWGS 48-E-01& 48-E-02 FOR MORE DETAIL.
\ 3een) o~ CABINET 3°c(F05) | 7. WIRE COMPLETE PER SITE SECURITY BLOCK DIAGRAM
\ ENTRANCE GATE 2,C(FA2) I EXISTING SHOWN ON DWG 40-E-06.
\ o G B == 0 firoe
_ :
\ < CARD KEY CARD_KEY ; pois— | |
MH-ISW/ READER READER (4)4"CO (CAPPED) (4)47CO (CAPPED)
AND INTERCOM ~ e — = ]
PB-1TEL - T 43MCC3—4 S
P MAIN 27K S IA=1C &
\ R, 480V MAIN ISWGR "MS": | PB-P__ UNir &085TaTioN —~ < FA3
\ 1/0'3\E| - T~
MS-1  1_ (SEE SHEET 40-E-07) - _
\ \u MS'5XT 1 ‘ —_— —————__?‘/—PB'5P .
MS-6X - 43MCC3—4 ~
\ 43MCC3-4 NBoE 1 i IA=1C <
\ /,I] 43-MCC-01 \ FAS 5
\ 43-MCC-02 \ BN B
&——————4"C SEE SHEET 40-E—09 \ . 2,
\ 43-MCC-03 \ 41-MPC-1 )
\ \
\ \
\ \ N
GFCI
\ \ WP
\ \
\ AMPITHEATER
\ LOCKABLE RECEPTACLE
\ \ SEE DWG 41-E-02
\ \
\ | ES&F PRIMARY SERVICE POINT
-1H
PROPOSED PG&E(U/G) I WITH DEAD BREAK JUNCTION o
\\ PRIMARY FEEDER I (SIZE PER PG&E REQUIREMENTS) E"“%
SEE NOTE 1
| EXISTING
\ 4"CO_INSTALLED |
UNDER AREA B CONSTRUCTION.
\ (SEE SHEET40—E—09)
\ I
KJ'-S’?SII/E‘D UNDER LOS 0SOS VALLEY ROAD I LOS 0sas VALLEY ROAD
AREA B CONSTRUCTION I
EXISTING PG&E 21KV O/H LINE \EXISTING PG&E POLE
SCALE WARNING SUBMITTED BY LOS 0SOS WASTEWATER PRQOJECT SHEET
0===1 /2] |PesioneD AR 'l 2. fe I —_C31069 _ 2/16/2004 = DIAL TOLL FREE LOS OSOS
"= 40m 07 IKIO?EEEQSR?% DRAWN _ASORLEY ! BERGEN e o "800 biz-ou COMMUNITY SERVICES DISTRICT M W H ELECTRICA e e PLAN 40-E£-01
THEN DRAWING IS M——”"S‘M— ___C23892 _ 2/16/2004] Motront Y00 i Walnut Creek, POWER
REV | DATE| BY DESCRIPTION NOT TO SCALE | CHECKED K. CREAGER | STEVE J. HYLAN LICENSE NO. DATE SERVCE ALERT OF NORHERN CALFORNA California
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NOTES:

PROPERTY LNE PROPERTY LINE
------- e e e e e e e . 1. ALL SITE LIGHTING SHALL BE POWERED FROM
T \ I PANEL 44LP-02 LOCATED IN THE OPERATIONS
. . 00 BUILDING. SEE DWG 40-E-06 FOR LIGHTING
\ . 0 ' CONTROL WIRING.
\ ' \ )\g @) 1 I o\ 15 2.FOR EXACT LOCATIONS OF FIXTURE TYPE “BB"
3 \ ®! Y 441P2-1.3 3 ! 3\|[E SEE DWG 42-E-07, 42-E-08, 43-E-10, 43-E-11 AND
. ' Qz 1 @ ®) e | & Z 44-E-04,
\ \ ! 3 . 3. EXACT LOCATION OF FIXTURE TYPE "AA" AND
. . ‘\ @) . FIXTURE TYPE "CC" SHALL BE FIELD DETERMINED.
\ 441P2-5,7 3 | r N
\ 2 . & e ., i
Y Vé\\ ‘\ @ 1 5 q 0 ! APDU&PQ« ARGE
\ Zi\\ R \f:i H ; | CABLE AND CONDUIT NOTES:
%6 . '
. o \ 7 ) o3 0 . @ 1"C, 4*8 & 1#12GRD TO PNL 44LP2-5,7.
3
\ %\ : 5& 7 3 | @ 1"C, 4*8 & 1#12GRD TO PNL 44LP2-1,3.
. / 7 5 6 6 6 : . 3 CONDUIT ROUTING SHALL BE FIELD DETERMINED.
\ \\ [}, PANEL 44-1P-02 5 7 5 7 . |
. 3 [}
\ \ ‘ oAt e} L -
\ . 7 Q | ¢
* . \ 1 5
* \ . ! VO
\ Q ' <
. Rty
\ N @) s ’ o ! R >
. 1 — e e e e e e e s e e e —— e — - —3A .
.. \ EB 9 @) 1 N
AN * 3 *
N o \
N \ . <5)/O 1 AN
\ ‘\ OI_OII Q .
[\ 0 o, O A
\ . D 3 1 1 3 \/39
\ . K37 A
\ \ NNEa 3 N\
\ EAN * SEE NOTE 3 ® Q N\
. 7?(\\ ‘\ Q 3 3 T
1
. 1 \
\ 2 : e} oF .
TN \ AN
\ A N Q A
. \ \ 1 \
. | \ \
\ \ . *
" ' \ Q1 \
v - "
|‘ \ \\
\ ! L .
. \ : \
\ \ \ X
\ . ’
. ! ‘\ \
[ "
. . O \
' . 3 '
\ \ p
: N . PROPERTY LINE .
\ ~ e . Pk iU Ve U (N PR G E R AN S -
PROPERTY LINE—/
LOS 0SOS VALLEY ROAD LOS 0Sas VALLEY ROAD
SCALE WARNING SUBMITTED BY LOS 0SOS WASTEWATER PROJECT SHEET
0 1/2 1 |DESIGNED ASORLEY ﬁ A froR C31068  2/16/2004| = oLl FReE LOS 0SOS
o | o SR e (Y MWH cccmon e | 40-6-02
THEN DRAWING IS M—%M— ___C23892  2/16/2004 MLSERRE W0 RS CONMUNITY SERVCES DISTRICT Walnut Creek, LIGHTING
REV |DATE| BY DESCRIPTION NOT TO SCALE | CHECKED K. CREAGER | STEVE J. HYLAN LICENSE NO. DATE | ONDRRGROUND SERVCE ALERT OF NORTHERN CALFORNA California
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\l!l

41-YS—-301

4
[\

N2/ N

2

MOTION SENSOR
SEE NOTE 2.

SMOKE DETECTOR

LOCATED IN VENTILATOR

f
\\\\\\\\___ -
41-YS-302

INLET DUCT

D

2
n qP EXHAUST FAN

[][]\\\\\\\_____

MOTION SENSOR
O SEE NOTE 2.
4 41-YS-303

LIGHTING CONTROL PANEL

SEE NOTE 1

— 1PH
—120/24Q VOLTS —y PANELBOARD: 41-MPC-1 FEED: BOTTOM
100 A MAIN BREAKER 100 A LOCATION: PUBLIC RESTROOM MOUNTING: WALL
KVA KVA
LOAD DESCRIPTION PH A PH B g Q g % g g % g Q g PH A PH B LOAD DESCRIPTION
SEE NOTE 4 |RESTROOM LIGHTS 0.3 3 120 20| 2 3 0.54 RESTROOM RECEPTACLES
SEE NOTE 5 | AMPITHEATER RECEPT. 0.18 1 3 (20 20 4 0.24 OUTDOOR LIGHTS
EXHAUST FAN 1.0 5|20 206 SPARE
SPARE 7 (20 20| 8 SPARE
SPARE 9 (20 20|10 SPARE
SPARE 1|20 20|12 SPARE
1.3 0.18 TOTAL TOTAL 0.54 0.24
PHASE LOAD TOTAL LOAD
1.84 0.42 2.26 KVA

—-

LIGHTS SHALL BE CONTROLLED BY A
PHOTOCELL LOCATED ON THE ROOF.

2. EXHAUST FAN SHALL BE CONTROLLED BY A
MOTION SENSOR LOCATED AT THE RESTROOM
ENTRANCE AS SHOWN.

3. SEE DWG 40—E—01 FOR CONDUIT AND WIRE FOR
41—-MPC—1 (43MCC3—4), THE INTRUSION
ALARMS AND SMOKE DETECTORS(IA—1C).

4. ALL RESTROOM LIGHTS, RECEPTACLES AND
EXHAUST FANS SHALL BE FED FROM 41-MPC—1
WITH 3/4"C; 2#12 & 1#12 GND.

5. AMPITHEATER RECEPTACLE SHALL BE FED FROM
41—-MPC—1 WITH 1"C; 2#10 & 1#10 GND.

SEE NOTE 4
SEE NOTE 4

SCALE WARNING

o 1/2

NOT

REV

DATE

BY

1

1/2" = 1'-0"l |F THIS BAR DOES
MEASURE 17
THEN DRAWING IS

DESCRIPTION NOT TO SCALE

DESIGNED _A. SORLEY

DRAWN ___A. SORLEY

CHECKED _K. CREAGER |

SUBMITTED BY

TS S o
Q .
_LL_%M 23892
STEVE J. HYLAN LICENSE NO.

2/16/2004 7

DATE

2/16/2004

DATE

DIAL TOLL FREE
1-800-642-2444

AT LEAST TWO DAYS
BEFORE YOU DIG

UNDERGROUND SERVICE ALERT OF NORTHERN CALIFORNIA

LOS 0OS0S

COMMUNITY SERVICES DISTRICT

MWH

Walnut Creek,
California

LOS OSOS WASTEWATER PROJECT

ELECTRICAL

PUBLIC RESTROOM

POWER, LIGHTING AND GROUNDING PLAN






