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Addendum No. 6
to the

Los Osos Wastewater Project

February 10, 2005

Los Osos Community Services District

2122 9th Street, Los Osos, CA 93402

To all prospective Bidders:

Attached herein are addendum items that shall be incorporated into the Contract Documents for
the Los Osos Wastewater Project.  These changes shall be considered as part of the Contract
Documents, as if they were originally provided therein, and as such shall be used as Contract
Documents.  All other terms, conditions, requirements, and specifications of the Contract
Documents shall remain unchanged.

Bidders must acknowledge receipt of this addendum on the Bid Forms.  Failure to acknowledge
receipt of this addendum may be considered non-responsive by the OWNER and may be cause
for rejection of your Bid.

All communications relative to this addendum shall be directed to the ENGINEER prior to opening
of the Bids.

For Area construction contact:

MWH Americas, Inc.
1340 Treat Blvd., Suite 300
Walnut Creek, CA  94596
Telephone:  (925) 274 - 2245
Attention:  John Bergen

For WWTF construction contact:

MWH Americas, Inc.
1340 Treat Blvd., Suite 300
Walnut Creek, CA  94596
Telephone:  (925) 274 - 2201
Attention:  Steve Hyland
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General
Prospective bidders are advised that the previously issued Specifications and Drawings
(Volumes I, IIA, IIB, IIIA, IIIB, IV, V, VIA, and VIB, previously issued Addenda Nos. 1 – 5, and
this Addendum No. 6 constitute the Contract Documents for the Project.  Contract Documents
are available for purchase from ASAP Reprographics, 495 Morro Bay Boulevard, Morro Bay, CA
93442, Attn.: Vicki, Phone (805) 772 – 6921.  Contract Documents and document holder list
may be reviewed on-line at www.asapplanroom.com.  User name is LOCSD and password is
wastewater.
Prospective bidders are also advised that the prequalification of General Contractors and
selected Subcontractors was previously conducted and that no changes to the prior
prequalification have been made.  Only those companies that have been previously prequalified
may submit bids for this Project.

Sealed Bids will be received at the office of the Los Osos Community Services District, OWNER
of the WORK, located at 2122 9th Street, Los Osos, CA 93402 on February 24, 2005, for Los
Osos Wastewater Project in accordance with the following schedule:

Time Bid
Schedule

Description

9:00 AM 1 Area B & Area C

10:00 AM 2 Area A & Area D

11:00 AM 3 WWTF

1:00 PM 4 Area A, Area B, Area C, & Area D

2:00 PM 5 Area A, Area B, Area C, & Area D and WWTF

Any Bids received after the specified times and date will not be considered.

The Bids will be publicly opened and read at 3:30 PM on February 24, 2005 at the South Bay
Fire Department of Los Osos located at 2315 Bayview Heights, Los Osos, CA.

Meeting notes of the Pre-Bid Meeting conducted on February 2, 2005 for the Los Osos
Wastewater Project are attached to this Addendum for reference only.  The meeting notes are
not part of the Contract Documents.
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Addendum No. 6
The Contract Documents for the Los Osos Wastewater Project shall be modified by this
Addendum in accordance with the following items:

No. Ref. Description

Vol. I

6.01 00030CA Delete the name “C. R. Frederick” under the heading “Area General
Contractors” and replace with the following:

“Sundt Construction, Inc.”

6.02 00300CA Delete the words “… February 24, 2004.” in the last sentence on page
00300CA-1 and replace with the following:

“… February 24, 2005.”

6.03 00300CA Delete the entries under Item Description, Unit, and Estimated Quantity for
Bid Items 24, 35, 37, and 38 for Bid Schedule 1 and replace with the
following:

“No.     Item Description                                            Unit          Est. Quantity

 24      14” Force Main                                                LF                  2,800

 35      Harvest Main Valve Vaults                              EA                    2

37 (Not Used)

38 Flow Control Vaults                                          EA                   4”

6.04 00300CA Delete the entries under Item Description, Unit, and Estimated Quantity for
Bid Items 24, 35, 38, and 49 for Bid Schedule 2 and replace with the
following:

“No.     Item Description                                            Unit          Est. Quantity

 24      14” Force Main                                                LF                  6,000

 35      Harvest Main Valve Vaults                              EA                    2

 38      Flow Control Vaults                                         EA                    2

 49      30” Bored and Jacked Casing                         LF                   340”

6.05 00300CA Delete the entries under Item Description, Unit, and Estimated Quantity for
Bid Items 24, 35, 37, 38, and 49 for Bid Schedule 4 and replace with the
following:

“No.     Item Description                                            Unit          Est. Quantity

 24      14” Force Main                                                LF                 8,800

 35      Harvest Main Valve Vaults                              EA                    4

 37      (Not Used)

 38      Flow Control Vaults                                         EA                   6
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 49       24” and 30” Bored and Jacked Casing           LF                  440”

6.06 00300CA Delete the entries under Item Description, Unit, and Estimated Quantity for
Bid Items 23, 24, 35, 37, 38, and 49 for Bid Schedule 5 and replace with
the following:

“No.     Item Description                                              Unit          Est. Quantity

 23      10” Force Main                                                 LF                 7,700

 24      14” Force Main                                                 LF                 8,800

 35      Harvest Main Valve Vaults                               EA                    4

 37      (Not Used)

 38      Flow Control Vaults                                          EA                    6

 49      24” and 30” Bored and Jacked Casing             LF                  440”

6.07 00800 Add the following to Paragraph SGC4.2.A:

“2.   Report dated January 28, 2005 by Fugro West, Inc. entitled “Pavement
Evaluation”.”

6.08 01025 Delete the heading “BID ITEM 24: 12” Force Main and replace with the
following:

“BID ITEM 24: 14” Force Main.”

Delete BID ITEM 37: Distribution Box.

Delete the heading “BID ITEM 49: 24” Bored and Jacked Casing and
replace with the following:

“BID ITEM 49: 24” and 30” Bored and Jacked Casing.”

Vol. IIA
Vol. IIB

17510 Delete Paragraph 2.4.F.4 and replace with the following:

“4. The laptop shall be delivered to the OWNER by the CONTRACTOR 30
days before Substantial Completion.”

Add the following to Paragraph 2.4.F.4:

“6.  The laptop shall be used by the OWNER to remotely access the plant
SCADA system after it has been turned over by the CONTRACTOR.
The laptop shall be configured to use the selected HMI web operating
software to allow full operational access to the OWNER via the network
hardware specified in Volume IIIB, Section 17510, Paragraph 2.8.B and
Volume IIIB, Section 17520, Paragraph 2.5.D.4 (included in Addendum
No. 2). The configuration shall utilize the security developed for the
plant SCADA system and the firewall protection provided by the
network hardware.”

Vol. IIIA
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Vol. IIIB

11560 Delete the second Paragraph 2.3.A.4 and replace with the following:
“6.  Volatile Solids Content                                                   65 to 75 percent”

Delete the Paragraph 2.3.B.2 and replace with the following:
“2.  Minimum Dewatered Cake Concentration            18 percent total solids

at 65 percent volatile solids
15 percent total solids

at 75 percent volatile solids”

Delete the Paragraph 2.3.B.3 and replace with the following:
“3.  Maximum Polymer Dosage                                     25 lb active polymer

per ton of feed dry solids”
Delete Paragraph 3.4.C.3.

Vol. IV

Sheet 1 of 1 Add one Drawing entitled “Monument Control Diagram” prepared by the
Wallace Group (LOCSD District Engineer) attached to this Addendum.  The
CONTRACTOR shall be responsible to protect and replace the survey
monuments as required by the Contract Documents.

B-PP-172 Delete the West Paso Force Main (12” FM) north of Sta 27+50.00 with
associated fiber optic cable (2” FO) and the Area Disposal Main (12” DM)
north of Sta 24+00.00 in the Ravenna Avenue corridor on Drawing B-PP-
172: Plan and Profile – FM, Ravenna Avenue, Sta 20+00.00 to Sta.
27+82.84.

B-PP-173 Delete the West Paso Force Main (12” FM) with associated fiber optic cable
(2” FO) and the Area Disposal Main (12” DM) in the Ravenna Avenue
corridor on Drawing B-PP-173: Plan and Profile – FM, Ravenna Avenue,
Sta 11+00.00 to Sta. 20+00.00.

B-PP-174 Delete existing Drawing B-PP-174: Plan and Profile – FM, Ravenna
Avenue, Sta 1+00.00 to Sta. 11+00.00.

B-PP-336 Delete the Area Disposal Main (12” DM) with associated fiber optic cable
(2” FO) north of Sta 8+50.00 in the Ravenna Avenue corridor on Drawing B-
PP-336: Plan and Profile – EDS, Ravenna Avenue, Sta 7+00 to Sta. 15+00.

B-PP-337 Delete Drawing B-PP-337: Plan and Profile – EDS, Ravenna Avenue, Sta
15+00 to Sta. 23+00.

B-PP-338 Delete Drawing B-PP-338: Plan and Profile – EDS, Ravenna Avenue:
Moro-Corr, Sta 00+00 to Sta. 9+89.35.

B-PP-400 Add Drawing B-PP-400: Plan and Profile – EDS, Palisades, Sta 22+00.55
to Sta 14+34.18 attached to this Addendum.

C-PP-401 Add Drawing C-PP-401: Plan and Profile – EDS, LOVR, Sta 70+40.77 to
Sta 82+00 attached to this Addendum.

C-PP-402 Add Drawing C-PP-402: Plan and Profile – EDS, LOVR, Sta 82+00 to Sta
83+55.81, 10th St, Sta 1+09.29 to Sta10+00 attached to this Addendum.
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C-PP-415 Add Drawing C-PP-415: Plan and Profile – FM, 9th Street, Sta 7+50 to Sta
1+00 attached to this Addendum.

C-PP-416 Add Drawing C-PP-416: Plan and Profile – FM, LOVR, Sta 80+42.50 to Sta
71+00 attached to this Addendum.

C-PP-417 Add Drawing C-PP-417: Plan and Profile – FM, LOVR, Sta 71+00 to Sta
60+28.21 attached to this Addendum.

BC-M-201 Delete rows for Design Flow Each Pump, Design TDH, and Pump HP under
Triplex Pump Station Schedule and replace with the following:

“Minimum Shutoff Head (ft)                     250

Design Flow (gpm)                                  500

Design TDH (ft)                                       160

Maximum Flow (gpm)                              670

Maximum Flow TDH (ft)                          118

Maximum Brake Horsepower (bhp)          35”

B-E-200 Delete existing Drawing B-E-200: Electrical, General Area Plan, Area B and
replace with new Drawing B-E-200: Electrical, General Area Plan, Area B
attached to this Addendum.

C-E-200 Delete existing Drawing C-E-200: Electrical, General Area Plan, Area C and
replace with new Drawing C-E-200: Electrical, General Area Plan, Area C
attached to this Addendum.

BC-GI-203 Delete existing Drawing BC-GI-203: Instrumentation, Fiber Optic Conduit
Plan and replace with new Drawing BC-GI-203: Instrumentation, Fiber
Optic Conduit Plan attached to this Addendum.

Vol. V

Sheet 1 of 1 Add one Drawing entitled “Monument Control Diagram” prepared by the
Wallace Group (LOCSD District Engineer) attached to this Addendum.  The
CONTRACTOR shall be responsible to protect and replace the survey
monuments as required by the Contract Documents.

A-PP-308 Delete the Area Disposal Main (12” DM) on Drawing A-PP-308: Plan and
Profile – EDS, 4th Street, Sta 2+00 to Sta. 8+00.

A-PP-309 Delete Drawing A-PP-309: Plan and Profile – EDS, Pismo Avenue, Sta
4+00 to Sta. 15+50.

A-PP-310 Delete the Area Disposal Main (12” DM) west of Sta 24+00 on Drawing A-
PP-310: Plan and Profile – EDS, Pismo Avenue, Sta 15+50 to Sta. 25+50.

D-PP-102 Delete the callout “INV IN 10.73 E” at MH-WP-A04 and replace with the
following:

“INV IN 7.27 E”

Delete the standard detail callout “C-100” at MH-WP-A04 and replace with
the following:
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“C-102”

D-PP-114 Delete the callout “INV IN 10.73 E” at MH-WP-A04 and replace with the
following:

“INV IN 7.27 E”

Delete the callout “INV OUT 25.32” at MH-WP-C01 and replace with the
following:

“INV OUT 21.86”

Delete the standard detail callout “C-100” at MH-WP-A04 and MH-WP-C01
and replace with the following:

“C-102”

Add the following callout to the reach of 15” SS between MH-WP-A04 and
MH-WP-C01:

“Install 30” diameter bore / jack casing between MH-WP-A04 and MH-WP-
C01 per Standard Detail C-121.”

D-PP-403 Add Drawing D-PP-403: Plan and Profile – EDS, 10th St, Sta 10+00 to Sta
22+00 attached to this Addendum.

D-PP-404 Add Drawing D-PP-404: Plan and Profile – EDS, 10th St, Sta 22+00 to Sta
33+00 attached to this Addendum.

D-PP-405 Add Drawing D-PP-405: Plan and Profile – EDS, 10th St, Sta 33+00 to Sta
42+45.31 attached to this Addendum.

D-PP-410 Add Drawing D-PP-410: Plan and Profile – FM, Ramona Ave, Sta 20+31.60
to Sta 32+00 attached to this Addendum.

D-PP-411 Add Drawing D-PP-411: Plan and Profile – FM, Ramona Ave, Sta 32+00 to
Sta 36+57.86 attached to this Addendum

D-PP-412 Add Drawing D-PP-412: Plan and Profile – FM, 9th Street, Sta 34+51.95 to
Sta 31+00 attached to this Addendum.

D-PP-413 Add Drawing D-PP-413: Plan and Profile – FM, 9th Street, Sta 31+00 to Sta
19+00 attached to this Addendum.

D-PP-414 Add Drawing D-PP-414: Plan and Profile – FM, 9th Street, Sta 19+00 to Sta
7+50 attached to this Addendum.

AD-M-202 Delete rows for Design Flow Each Pump, Design TDH, and Pump HP under
Triplex Pump Station Schedule and replace with the following:

“Minimum Shutoff Head (ft)                     200

Design Flow (gpm)                                  900

Design TDH (ft)                                       152

Maximum Flow (gpm)                            1500

Maximum Flow TDH (ft)                          123

Maximum Brake Horsepower (bhp)          70”
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A-E-200 Delete note “See B-E-200 for fiber optic ductbank routing” and replace with
the following:

“See D-E-200 for fiber optic ductbank routing”

D-E-200 Delete existing Drawing D-E-200: Electrical, General Area Plan, Area D and
replace with new Drawing D-E-200: Electrical, General Area Plan, Area D
attached to this Addendum.

AD-GI-203 Delete existing Drawing AD-GI-203: Instrumentation, Fiber Optic Conduit
Plan and replace with new Drawing AD-GI-203: Instrumentation, Fiber
Optic Conduit Plan attached to this Addendum.

Vol. VIA

Sheet 1 of 1 Add one Drawing entitled “Monument Control Diagram” prepared by the
Wallace Group (LOCSD District Engineer) attached to this Addendum.  The
CONTRACTOR shall be responsible to protect and replace the survey
monuments as required by the Contract Documents.

41-C-418 Add Drawing 41-C-418: Plan and Profile – FM, Ravenna, Sta 0-12.18 to Sta
4+30.10 attached to this Addendum.

Vol. VIB

40-E-01 Delete 4” C from MH-1S to MH-12.

40-E-09 Delete existing Drawing 40-E-09: Site, Fiber Optic System Wiring, Block
Diagram and replace with new Drawing 40-E-09: Site, Fiber Optic System
Wiring, Block Diagram attached to this Addendum.


























