
 
 
 
 
 
 
 

APPENDIX D 
 

REVERSE OSMOSIS 
PERMEATE WATER  

LABORATORY REPORTS 
 

1. VOCs (ZALCO Labs): Benzene, 
Ethylbenzene, Naphthalene, Toluene 

 
2. VOCs (Cal Labs): MEK, Chlorbenzene 

 
3. AMMONIA (Cal Labs) 
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Lab Sample

Number
Date

Collected
Date

Prepared
Date

Analyzed QC Batch IDClient Sample Number Matrix

Units: ug/L

12/01/05 12/03/05 12/04/05Aqueous 051203L01REVERSE OSMOSIS PERMEATE 05-12-0114-9

ResultResult ParameterQual QualParameter RL RLDF DF
Acetone 500 503600 t-1,3-Dichloropropene     1.0 2ND
Benzene     1.0 2ND Ethylbenzene     2.0 2ND
Bromobenzene     2.0 2ND 2-Hexanone   20 2ND
Bromochloromethane     2.0 2ND Isopropylbenzene     2.0 2ND
Bromodichloromethane     2.0 2ND p-Isopropyltoluene     2.0 2ND
Bromoform     2.0 2ND Methylene Chloride   20 2ND
Bromomethane   20 2ND 4-Methyl-2-Pentanone   20 2ND
2-Butanone 500 50  560 Naphthalene   20 2ND
n-Butylbenzene     2.0 2ND n-Propylbenzene     2.0 2ND
sec-Butylbenzene     2.0 2ND Styrene     2.0 2ND
tert-Butylbenzene     2.0 2ND 1,1,1,2-Tetrachloroethane     2.0 2ND
Carbon Disulfide   20 2ND 1,1,2,2-Tetrachloroethane     2.0 2ND
Carbon Tetrachloride     1.0 2ND Tetrachloroethene     2.0 2ND
Chlorobenzene     2.0 2      2.2 Toluene     2.0 2ND
Chloroethane     2.0 2ND 1,2,3-Trichlorobenzene     2.0 2ND
2-Chloroethyl Vinyl Ether   20 2ND 1,2,4-Trichlorobenzene     2.0 2ND
Chloroform     2.0 2ND 1,1,1-Trichloroethane     2.0 2ND
Chloromethane   20 2ND Hexachloro-1,3-Butadiene   40 2ND
2-Chlorotoluene     2.0 2ND 1,1,2-Trichloro-1,2,2-Trifluoroethane   20 2ND
4-Chlorotoluene     2.0 2ND 1,1,2-Trichloroethane     2.0 2ND
Dibromochloromethane     2.0 2ND Iodomethane   40 2ND
1,2-Dibromo-3-Chloropropane   10 2ND Trichloroethene     2.0 2ND
1,2-Dibromoethane     2.0 2ND Trichlorofluoromethane   20 2ND
Dibromomethane     2.0 2ND 1,2,3-Trichloropropane   10 2ND
1,2-Dichlorobenzene     2.0 2ND 1,2,4-Trimethylbenzene     2.0 2ND
1,3-Dichlorobenzene     2.0 2ND 1,3,5-Trimethylbenzene     2.0 2ND
1,4-Dichlorobenzene     2.0 2ND Vinyl Acetate   20 2ND
Dichlorodifluoromethane     2.0 2ND Vinyl Chloride     1.0 2ND
1,1-Dichloroethane     2.0 2ND p/m-Xylene     2.0 2      3.0
1,2-Dichloroethane     1.0 2ND o-Xylene     2.0 2ND
1,1-Dichloroethene     2.0 2ND Methyl-t-Butyl Ether (MTBE)     2.0 2ND
c-1,2-Dichloroethene     2.0 2ND t-1,4-Dichloro-2-Butene   40 2ND
t-1,2-Dichloroethene     2.0 2ND Tetrahydrofuran   40 2ND
1,2-Dichloropropane     2.0 2ND Tert-Butyl Alcohol (TBA)   20 2ND
Acrolein   40 2ND Diisopropyl Ether (DIPE)     4.0 2ND
Acrylonitrile   40 2ND Ethyl-t-Butyl Ether (ETBE)     4.0 2ND
1,3-Dichloropropane     2.0 2ND Tert-Amyl-Methyl Ether (TAME)     4.0 2ND
2,2-Dichloropropane     2.0 2ND Ethanol 200 2ND
1,1-Dichloropropene     2.0 2ND Cyclohexane   20 2ND
c-1,3-Dichloropropene     1.0 2ND Thiophene   20 2ND

REC (%)REC (%) QualSurrogates:QualSurrogates: Control
Limits

Control
Limits

Dibromofluoromethane 74-140103 1,2-Dichloroethane-d4 74-146103
Toluene-d8 88-11299 1,4-Bromofluorobenzene 74-11095

 7440 Lincoln Way, Garden Grove, CA 92841-1427       TEL:(714) 895-5494        FAX: (714) 894-7501

RL - Reporting Limit , DF - Dilution Factor , Qual - Qualifiers
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Lab Sample
Number

Date
CollectedClient Sample Number Matrix

12/01/05 AqueousREVERSE OSMOSIS PERMEATE 05-12-0114-9

QualParameter Result RL UnitsDF MethodDate AnalyzedDate Prepared

umhos/cmSpecific Conductance 10 11100 EPA 120.112/02/05N/A
mg/LHardness, Total 2.0 1ND EPA 130.212/08/05N/A

pH unitspH 0.01 111.68 EPA 150.112/02/05N/A
mg/LSolids, Total Dissolved 1.0 1230 EPA 160.112/06/05N/A
mg/LSolids, Total Suspended 1.0 1ND EPA 160.212/05/05N/A
mg/LHexane Extractable Material 1.0 1ND EPA 1664A12/08/05N/A
mg/LHexane Extractable Material - SGT 1.0 1ND EPA 1664A12/09/05N/A
mg/LChloride 10 1039 EPA 300.012/02/05N/A
mg/LNitrate (as N)   0.10 1ND EPA 300.012/03/05N/A
mg/LSulfate   1.0 1  1.5 EPA 300.012/03/05N/A

12/06/05mg/LFluoride 0.10 1ND EPA 340.212/06/05
12/08/05mg/LAmmonia 0.10 115 EPA 350.212/08/05

mg/LSulfide, Total 0.050 1ND EPA 376.212/09/05N/A
mg/LOil and Grease 1.0 11.2 EPA 413.112/08/05N/A
mg/LCarbon, Total Organic 0.5 17.3 EPA 415.112/02/05N/A
mg/LAlkalinity, Total (as CaCO3) 5.0 1240 SM 2320B12/02/05N/A
mg/LBicarbonate (as CaCO3) 1.0 1ND SM 2320B12/02/05N/A
mg/LCarbonate (as CaCO3) 1.0 120 SM 2320B12/02/05N/A
mg/LHydroxide (as CaCO3) 5.0 1220 SM 2320B12/02/05N/A

RL - Reporting Limit , DF - Dilution Factor , Qual - Qualifiers

 7440 Lincoln Way, Garden Grove, CA 92841-1427       TEL:(714) 895-5494        FAX: (714) 894-7501..

Page 32 of 63




